REVIEW OF PLANS AND SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE. OFFICE BUILDING
CHEYENNE, WYOMING 82001

PROJECT: lvinson Memorial Hospital, Equipment List, Laramie, Wyoming
Project No. Wyoming 39 L
ARCHITECT OR ENGINEER:  Submitted by Albany County Hospital District, ‘Ivinson
Memorial Hospital, Laramie, Wyoming ' -

SANITARY ENGINEERING SERVICES REF, NO,: 73-1

REVIEWING ENGINEER:  Joseph R. Tynsky, P.E, a
DATE OF REVIEW: January 3, 1973

ACTLON: | _ Reviewed for cémpliance with State standards
"COMMENTS: | | ‘ |

Reviewer has been through the complete equipment list. Obvious effort has
been made by designer/specifier of major and minor movable equipment to utilize
on-handitems, complemented extensively as required by new equipment, noted as

“being provided by established suppliers and manufacturers. It occurs to suggest

that:a .gendition checklist might be made to insure that reused items fully meet
users' .reqlirements. - ‘ : -

In addition to manufacturer's guarantees, it occurs to poinf out the pre-
requisite operation calibration required of all x-ray equipment. This will

‘require a statement of the commpleted execution of this caiibration/co]limatién.

Client should also institute a careful training familiarization program on

‘speclalized x-ray (and any equipment for which operation and maintenance -

characteristics may be dissimilar or novel to the facility), to insure proper

-utilization. In such instances specific maintenance and operation manuals
would seem to be in order from the manufacturer, '

In the continued operation of x-ray equipment it is the understanding of the

reviewer that Medicaid Funding stipulates an annual state executed operational

inspection of all x-ray equipment, according to the operating standards promul-
gated by the National Council on Radiation Protection. - '

JRT:cw
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REVIEW OF PLANS AND SPECIFICAT!IONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDiCAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BUILDING
CHEYENNE, WYOMING 82001

PROJECT: Sinks Canyon Visitor Center, Sinks Canyon State Park, Fremont County,
Wyoming

ARCHITECT OR ENGINEER: Paul(:.schw]eg@r;Wyoming Recreafion Commission, Cheyenne,
Wyoming

SANITARY ENGINEERING SERVICES REF, NO.: 73=2
REVIEWING ENGINEER: Robert H. Pinther, P.E.
DATE OF REVIEW: January 12, 1973

ACTION: Not Approved

COMMENTS:

SEWAGE DISPOSAL_ SYSTEM

To prevent undetectable (below~ground) overflow of liquid sewage from the disposal
facilities extend the plastic membrane up to ground level around the periphery of
each evaporating field and bring the raw sewage line into each unit at an eleva-
tion whi-h is above the spill line of the water~tight retention facility formed
by the plastic membrane. '

The "fill" on the downgrade side of each evaporating field shall be constructed
in such a manner as to prevent leakage and/or movement of the dam under the condi-
tions to be encountered, ‘

I f practical, the sewage disposal facility shouid be re-oriented to obtain a sep¥
aration of at least 50 Feet from the river overflow channel. It appears that this
may be accomplished by re=-locating the far end so that it$: nearest distance to the

river is not less than 50 feet.

In backfilling around the plastic sewer line the garth surrounding the sewer pipe

shall be compacted to at least 95% of maximum density,

WATER SYSTEM

2.

To minimize the possibility of flooding the well vault, provide a two inch floor
drain which discharges above grade,

I ¥ the aforementioned above grade discharge from the well vault fiocor drain can-
not be provided, extend the well casing vent to a point at ieast two feet above

ground levei,



‘ anké Canyon Visitors Center

Sinks Canyon State Park
Fremont County, Wyoming
San. Engrg. Ref. No.: 73-2 2 January 12, 1973

WATER SYSTEM (cont.)

3., The sanitary weil seal shall make a water~tight seal at the point where the elec=
tric cable for the well pump passes Through,

4, Submit a description of the chiorinator and fitting through which the chiorine
solution is to be injected.

NOTE: The chlorinator shail be a positive aciing mechanically driven device and
' the chlorine shail be introduced To the water line through a fitting which
will not be corroded by chlorine solution, i.e., plastic, glass, or silver

alioy, ‘

5, Provide a fitting in the well pump discharge line which is corrosion resistant as
mentioned in "4" above and can be used for the introduction of ¢hlorine at the
well if necessary in the future. The well house should otherwise, also, be ar-
panged so that a chiorinator can be easily installed at that location.

6.,c Provide an overlapping manhole cover for the well vault access opening or raise
the existing manhole as pers our discussion by phone on January 12, 1973,

7. Revise the water booster pumping system to avoid the development of a negative
pressure in any buried water line, '

B, The elecirical water level control wiring shall be brought inte the non-pressurized
storage tank through a water~tight connection located above ground level. A cone
dult welded into the access manhole wall or cover with its opening facing downward
and sealed around wire will be satisfactory.

9, To aveid flooding of the sewage disposal system this tank should not overflow fo

the sanitary sewerage system as proposed.

NOTE: |f the ovefflow and vent for the non-pressurized storage tank are to be
combined and located in The access manhole wall, a satisfactory concrete
splash frough shall be provided To carry the overfiow water away from the
tank, ’ o

0. Provide a raw water sampling valve at the well,

It, The operation of the chlorinator shall be synchronized with The operation of the
booster pump.

12. All buried water tines shali be located at least I8 inches abpve sewers at points
where they cross,.

RHP: i jT
{=15-73

cc: William George, District Sanitarkan, Worland
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REVIEW OF PLANS AND SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE. OFF1CE BUILDING
CHEYENNE, WYOMING 82001

PROJECT:  Sinks Canyon Visitor Center, Sinks Canyon State Park, Fremont County, Wyoming

ARCHITECT OR ENGINEER: Paul C. Schwieger, State Recreation Enginecer, Wyoming
Recreation Commission, Cheyenne, Wyoming

SANITARY ENGINEERING SERVICES REF, NO.:  73-2R

REVIEWING ENGINEER: Arthur E. Williamson, P.E.

DATE OF REVIEW: January 22, 1973
ACTION: Approved
COMMENTS:
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WIlllam George. Dlstrict Sanitartan, WOrIand



REVIEW GF PLANS AND SPECIFICATIONS

WYOMING OF HEALTH AND S VICES
DIVISION OF L SERVICES
ARY ENGEINEERING SERVIC

STATE OFFICE BUILDING
CHEYENNE, WYOMING 82001

PROJECT: Hyoming Recreation Commission, Sinks Canyown Visitors Center
Water Supply System, Fremont County, Wyoming

ARCHITECT OR ENGINEER: Robert Drobish, Wyoming Recreation Comnmission
604 East 25 th Street, Cheyenne, Wyoming

SANFTARY—ENGHNEERING—SERVEES REF. NO.: 73-23R
REVIEWING ENGINEER: Williém‘b. Gariand, P,E,
DATE OF REVIEW: August 30,.1973

ACTION: Authorized for construction

COMMENTS: To be constructed as outlined in original plans with the
exception of relocation of well site.

WLG :mp



REVIEW OF PLANS AND SPEC|FICATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE. OFFICE BUILDING
CHEYENNE, WYOMING 82001

1. PROJECT: Glendo State Park, Reno Cove Water System, Platte County, Wyoming

2

2. ARCHITECT OR ENGINEER: payl C, Schwieger, Wyoming Recreation Commission, Cheyenne

3. SANITARY ENGINEERING SERVICES REF, NO.: 733
L. REVIEWING ENGINEER: Rebert H, Pinther, P.E.
5. DATE OF REVIEW: January 23, 1973

6. ACTION: Approved with commetits

7. COMMENTS:

f. Provide a well casing vent which connects to the well casing or passes
' through the sanitary seal in a watertight manner. it shall terminate
in a 16 mesh copper screened inlet. facing downward and located near +the
ceiling of the well pit,

2. The retrieve cable and pump electric cable shall both enfer the well
casing through watertight connections.

3. Slope ground surface away from the well for a distance of at least 50
feet in all directions,

RHP:i jt '
Enclosure: One set of APPROVED WITH COMMENTS" plans

cc: Matcolm Crawford, District Sanitarian, Gillette
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REVIEW OF PLANS AND SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SAN!TARY ENGINEERING SERVICES
STATE. OFFICE BUILDING
CHEYENNE, WYOMING 82001

PROJECT:  South Big Horn County Sanitary Landfill, Big Horn County, Basin, Wyoming

2. ARCHITECT OR ENGINEER: John W, Donnell, Consulting Engineer, P.0, Box 13, Woriand
| 82401 | | S

~ 3. SANITARY ENGINEERING SERVICES REF. NO,: 73=4

4. REVIEWING ENGINEER: Robert H. Pinther, P.E,

5. DATE OF REVIEW: January 23, 1973

6. ACTION: Apﬁrovedrwifh Comments -

7. COMMENTS:

l. This review covers the following:
ﬁg Plans for Development, Use and Maintenance of County Landfiil, Big Horn County,

Wyoming o
| B. Management Plan
C. Two sheet plan entitled "Proposed Sanitary Landfill, South Big Horn County"

2. The depth of each fiil 1ayer.should be {imited én[y by the propbsed.depfh of fﬁe fill
Lift and the necessity for daily cover with six inches of compact earth,

3. Keep a record of: (1) Type and location of ail deposited solid wastes;(2) Number
of lifts and depth of each;(3) original and final terrain description(4) Type and
location of any pollution controls, .

"RHP:i jt

cc: William George, District Sanitarian, Worland

Ban Stark, BLM, Wortiand

Big Horn County Commissioners, Basin
Town:of Basin, Basin

Town of Greybull, Greybull
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REVIEW OF PLANS AND SPECIFlCATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE . OFFICE BU!LDING
CHEYENNE, WYOMING 82001

1. PROJECT:  -Cattle Inc. Feed Lot, Powell, Wyoming

2. ARCHITECT OR ENGINEER: None indicated; submitted by A. Leon Miller
Cattle Inc., P.0. Box 1159, Powell, Wyoming 82435

3.1 SANITARY ENGINEERING SERVICES REF, NO,: 73~5

L. REVIEWING ENGINEER: Robert H. Finther
5. DATE OF REVIEW: Febxuary 20, 1973

6. ACTION: Reviewed for complianese with ’Guiuelines for Controlling
Pollution from leestock Feeding COperations™
7. COMMENTS:

1. The feed lot drainage area including the #iio, wmill and
office area appears to be about 4,650,000 sq. f£t. rather than
4,150,000 sq. £t. as shown on the plans.

2., A settling pond is noi provided ahead of each retentlon
pond (lagoon}). The surface area of such settling pond, if provided
should be sufficient to reduce the flow velocity below one foot per
s?cond to allow settling of solids.

i 3. 1In lieu of the aforementioned settling ponds, it is recommended
that the design volume of the retéution ponds (lagoons) be
increased by 107 above the Volume set forth below.

© 4., 1If preceded by settling ponds, the total volume of the
retention ponds (lagoons) should be sufficient to hold the maximum
amount of rainfall that might occur in a 24 hour period of frequency
of once in 10 years. This maximum rainfall in the area five miles
west of Powell is 1.8 inches. Using this rainfall and a drainage area
of 4,650,000 sq.ft. (see Comment #1) it is determined that the required
retention pond (lago 1) volume is 1,172,000,000 cu. inches.

. 5% No details of the retentlon ponds (lagoons) dikes are
given. It is recommended that a slope of 3 horizontal to one vertical
be provided, the top be 8 feet wide, and that a spillway be provided
at least 1 foot below the top.

6. Means should be provided for disposing of the contents of the
lagoons by irrigation or through spreader ditehes. The lagoons
should be emptied as soon as possible after each rain to maintain
s;orage capacity for subsequent runoff.
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fattle Ine. Feaed lLots
Powelld ., ¥Wyvomlng 2 of 2 pagus
Sanitary Zaogineering

Zef. o, 735

RHPPdac
Laclosuwe: Returoing one set of plans to Hy. &, Leon Hiller

ee: Distyiet Sanitardsn, Discrict XI, Worland, Hyomiung
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REVIEW OF PLANS AND SPECIFICATIONS ’f/

WYOMING DEPARTMENT OF HEALTH AND SOC!AL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SAN!TARY ENGINEERING SERVICES
STATE. OFFICE BUILDING
CHEYENNE, WYOMING 8200

1. PROJECT: cyrt Gowdy State Park, Water Well and Hand Pump, Laramie,County, Wyo.

2. ARCHITECT OR ENGINEER: Paul Schweiger, P.E., Wyoming Recreation Commission,
Submitted by Malcoim MarTon, Wyoming Recreation Commission

3. SANITARY ENGINEERING SERV|CYS REE. wﬁom'“g73_6

4. REVIEWING ENGINEER: Frank R, Harman, PE.

5. DATE OF REVIEW: January 15, 1973

6. ACTION: Approved

7. COMMENTS:

. FRHzi jt
1=15=73

cc: Don Pack, Sanitarian, City-County Health Unit, Cheyenne

i
™) i, N
WP e e iDEens
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REVIEW OF PLANS AND SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANTTARY ENGINEERING SERVICES
STATE. OFFICE BUILDING
CHEYENNE, WYOMING 82001

1. PROJECT: Kiewit Addition Sewer Extension, Sheridan, Wyoming

2. ARCHITECT OR ENGINEER: None indicated; submittad by Art Eikins, City Clerk
City of Sheridan, City Hall, Sheridan, Wyoming 82801

3. SANITARY ENGINEERING SERVICES REF. NO,: - 73=7
L, REVIEWING ENGINEER: ¥Frank R, Hazman, P.E,
DATE OF REVIEW: Januaxy 31, 1973

AN

6. ACTION: Approved

7. COMMENTS:

cc:l District Sanitarian, Dist¥ict ITI, Gillette, Wyoming

‘Note:r Returning 2 sets of approved plans to Art Elkins, City Glerk
' under geparate cover, ‘



REVIEW OF PLANS AND SPECIFICATIONS PAGE | OF 2

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE . OFF1CE BUILDING
CHEYENNE, WYOMING 82001

PROJECT: Wyoming Highway Department, Guernsey Rest Area, Platte County Wyoming

ARCHITECT OR ENGINEER: W, G. Lucas, Superintendent and Chief Engineer, Wyoming

Highway Department, Cheyenne, Wyoming

SANITARY ENGINEERING SERVICES REF, NO,: 73=8

REVIEWING ENGINEER: Robert H, Pinther, P,E,

DATE OF REVIEW: January 29, 1973

ACTION: Not Apprbved

COMMENTS:

2,

3.

5.

Provide i00 gallons of additional water storage veolume following chlorination
and prior to consumption. This additional storage may consist of one or more

Tanks, each of which are filled completely with water at. all times and IocaTed

in serles in The line beyond the hydro-pneumaflc pressure tank,

Provide an ouTside water~tight casing around The buried water suction line

from the 5,000 gallon water sforage tank to the booster pump which pumps to

the 315 pressure tank,

NOTE: Alternate construction would involve location of the booster pump
above ground at the 5,000 gallon water storage tank.

Re=-located or re-oriented the 5,000 gallon water storage tank to obtain a
horizontail separation of at least 50 feet from the sewage treatment plant.

Provide the 5,000 gallon water storage tank with a manhole cover of the over=
lapping type. The manhole shall extend at least 24 inches above ground level
and the cover shall extend downward around the manhole's sides a distance

of at least 2 inches. A satisfactory locking device shall be provided,

Re=located the probe wire openings to a poink at least 12 inches above ground

level in the manhole at the 5,000 galion storage tank. The opening around

- the wires shall then be dust tight.

I7 is understood that the baffle at the water iniet in the 315 gallon water
pressure tank will be reversed in order to make the water travel a longer
distance in the tank and thus obtain more chlorine contact time,

Provide a water sampling tap at each well,



PAGE 2 OF 2

REVIEW OF PLANS AND SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BUILDING
CHEYENNE, WYOMING 82001

1. PROJECT: Wyoming Highway Department, Guernsey Rest Area, Platte County Wyoming
2, MARCHITECT OR ENGINEER:

3. SANITARY ENGINEERING ssﬁwcss REF, NO.: 73-8
L. REVIEWING ENGINEER:

5. DATE OF REVIEW:

6. AﬁTION: Not Approved

7. COMMENTS: continued

8. All backfill around plastic pipe shall be compacted up to.the fop of the
pipe to a density of at least 958

9, Plastic water tines should be "“snaked" slightly in The trench to allow for
epxansion and contraction,

RHP:i jt

cc: Malcolm Crawfbrd, District Sanitarian, Gillette
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REVIEW OF PLANS AND SPECEFICATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITTARY ENGINEERING SERVICES
STATE . OFFICE BU!LDING
CHEYENNE, WYOMING 82001

PROJECT: Wyoming Highway Department, Guerngey Rest Arsa, Platte County,
Wyoming _

ARCHITECT OR ENGINFER: ¥. €. Lwicas, Superinteadent & Chief Euginser
Wyoming Highway Uepartment, Cheyenne, HWyoming

SANITARY ENGINEERING SERVICES REF, NO,:  73-3R
REVIEWING ENGINEER: Robert H. Pinther, F.E.
DATE OF REVIEW: February 14, 1973

ACTION: Approved with covments

COMMENTS:

This review pertasins to Mr. Lucas?® letter of February 2,

1873 ecovering the nine conwents in our plan review number 73-8, dazed

Jesuary 29, 1973. As per our telephone convervrsation of February
4, 19735, with ¥r. Howvard Guill, it iz uvnderstood that the
following additional steps will ba takear

k. As per comment 4 of our review, the manhole gover for
the 5000 gallen water stovage fank will extend downwsard
around the sides of the manhole a distancs of gt least
2 inches.

Z. As per comment 3 of our review, the probe wire openings
in the manbole at the 5000 gallon water storage tank
will be sealed arcund fhke wires ts prevent the entrance
of dust and other contamination.

3, ERevised pians and gpeciflcationg covering ﬁhm changes
outlined sbove, as well za in Hr. Luegs’ letter will be
subnitted to this Department.

Eﬁﬁ:daa

cel

Haleolm Crawford, District Sanitarian, Distriet III, Gillette, ¥Wyo.



REVIEW OF PLANS AND SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BUILDING
CHEYENNE, WYOMING 82001

1. PROJECT: Wyoming Highway Departmenti, Guernsey Rest Area, Platie County, Wyoming

2. ARCHITECT OR ENGINEER: We G. Lucas, Superintendent & Chief Engineer, Wyoming
Bignway Department, Cheyenne, Wyoming

3. SANITARY ENGINEERING SERVICES REF, NO,: 73-8RR
4, REVIEWING ENGINEER: Robert H. Pinther, F,E,

5. DATE OF REVIEW: Maxrch 15, 1573

6, ACTION: Approved with comments

7. COMMENTS:

1. In order to resduce "short circuit" flow between the inlet and
outlet limes of the 10U gallon retnetion tank, the inlet and outlet
should be located as far apart as possible or a baffle provided at
thie inlet similar o the baffle provided in the 315 gallon pressure

N 1
tanity

2, Provide one or moie chlorine test kits capable of determiaing
ne pgreater than 6.2 parts per million up to 2 parits per million and
in increments nc greater than 2 paris per million from 2 to 10 parts
per million: The test kit with a range up to 2 parts per million
should be used for testing the water and the other for testing the
treated sewage lcaving the chlorine contact tank,

RHP: dac

cc:  District Sanitarian, Distriet III, Gilletie, Wyoming
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REVIEW OF PLANS AND SPECIFICATIONS Page 1 of 2

WYOMING DEPARTMENT QF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE . OFFICE BUILDEING
CHEYENNE, WYOMING 82001

PROJECT: Dogpatch Trailer Park, Glenrock, Wyoming

ARCHITECT OR ENGINEER: Jyone indicated; submitted by Mr. Fred "BY

Thatcher, President, Thatcher & Sons, Inc. Glenrock, Wyoming

SANITARY ENGINEERING SERVICES REF. NO.: v73-¢

REVIEWING ENGINEER: Robert H. Pinther

DATE OF REVIEW:  pepruary 16, 1973

ACTION: Not approved

COMMENTS:

1. ZEach unit shall abut on a driveway not less than 20 feet
in width which shall have unobstructed access to a public
street or highway.

2. Indicate the size and materials of constructlon of all
water and sewer lines.

3. Provide a horizohtél separation of at least 25 feet between
all water lines and septic tanks or drainfields.

4. Provide a horizontal separatlon of ét least 10 feet
between all buried water and sewer lines.

5. Submit details of typical water and sewer comnections.
Note: Maintain a minimum of 4 foot separation between water
and sewer riser pipes.

6. Submit complete details of a typical trailler sewage disposal
system. This shall include but not necessagily be limited to
the following:

a. Dimentioned plan and elevation view of septic tank

showing baffles, access manhole, inlet and outlet pipes

and depth of bury. ' -

b. Cross-section and longitudinal view of a typical
drainfield line.

c. Maintain a distance of at least 6 feet between all
drainfield lines.



REVIEW OF PLANS AND SPECIFICATIONS

Page 2 of 2

WYOMING DEPARTMENT OF HEALTH AND SOC!AL SERVICES
, DIVISION OF HEALTH AND MEDICAL SERVICES
i SANITARY ENGINEERING SERVICES
STATE . OFFICE BUILDING
CHEYENNE, WYOMING 82001

1. PROJECT: Dogpateh Trailer Park, Glenrock, Wyoming
2. ARCHITECT OR ENGINEER: None indicated; submitted by Mr. Fred "B"
Thatcher, President, Thatcher & Sons, Inc., Glenrock, Wyoming

3. SANITARY ENGINEERING SERVICES REF, NO.: 73~9

L, REVIEWING ENGINEER: Robert H. Pinther, F.E.
5. DATE OF REVIEW: February 16, 1973
| 6. ACTION: Not approved

7. COMMENTS: {(Continued)

d. Submit the results of percolation tests or other
adequate data on which the length of the drainfield lines
is based. Percolation tests shall be conducted as out-
"lined in Appendix A of the bulletin with this Department,
entitled, "Minimum Standards for Private Sewage Disposal
Systems"., A copy of this bulletin is enclosed.

5 7. Provide fly tight and rust resistant refuse containers
* stabilized in the upright position within 100 feet of each
unit space.

8. Provide restroom facilities for emergency use.

- 9. Provide adeQuate area might lighting.

g .10, Speécify that all electrical shall be in compliance with
i g the National Electrical Code.

Enclosures (3)

cc: Malcolm Crawford, District Sanitarian, District III, Gillette

- RHP:dac
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REVIEW OF PLANS AND SPECIFICATIONS Jf

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BUILDING
CHEYENNE, WYOMING 82001

PROJECT:  pPogpatch Trailer Park, CGlenrock, Wyoming

YYENL L ¥ S PREY | WV

2. ARCHITECT OR ENGINEER: yone indicated; submitted by Mr. Fred "B"

Thatcher, President, Thatcher & Sons, Inc.
‘ P,0, Boxz 688, Glenrcck, Wyoming 82637

3. SANITARY ENGINEERING SERVICES REF, NO.: ° y3.90gp

L., REVIEWING ENGINEER: Robert H. Pinther, P.E.

5. DATE OF REVIEW: Apwril 6, 1973

6. ACTION: Approved with Comments

7. COMMENTS:

As per our'telephone conversation of April 2, 1973, it is understood

that the foliowing changes will be incorporated in the plans:

1. The gas trép in the sewer line at the septic tank inlet will be
eliminated.

2., The inlet baffle of the septic tank will pemetrate at least six inches
below the liquid level in the tank.

3. The septie tank discharge line will not drop three feet vertically
(as shown on the third sheet of the plans) prior to entering the
drainfield, but will remain essentially at the elevation of the
invert of the tank outlet except for the slopes as shown on the
detail sheet of the plans.

4., There will be at least six inches of clean gravel (devoid of fines)
below the invert of the perforated sewer tile.

5. A horizontal distance of at least six feet will be maintained between
all present and existing drainfield lines.

6. All plastic water limes will be of the non~toxiec type bearing the
seal of approval of the Natiomal Sanitation Foundation.

7. All electrical work and materials will be in compliance with the
State Electrical Code.

REP:1jt
ce: Maleolm Crawford, Distriect Sanitmrian, Gillette

Td Bradley, State Fire Marshal, Cheyenne
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REVIEW OF PLANS AND SPECIFICATIONS ¢

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEER!ING SERVICES
STATE.OFF1CE BUILDING
CHEYENNE, WYOMING 82001

PROJECT: Trumble Trailer Court, 5 unit spaces, Lot 3, Block |, Rio Vista Section |

Green River (Sweetwater County) Wyoming

ARCHITECT OR ENGINEER: MNone., Submitted by Owners, Mr, and Mrs, Howard Trumble,

Box 105, Green River, Wyoming 82935

SANITARY ENGINEERING SERVICES REF, No,: 72=i0

REVIEWING ENGINEER: Jossph R, Tynsky, F.E.

DATE OF REVIEW: January 23, 1973

ACTI1ON: Approved wi+h comments

COMMENTS:

2,

3s

4.

S

Da
6,

7.

Owner is required to coordinate his water service connection with utitity
owner to insure adequate connection, :

Owner is required to execute and secure applicable permits and meet any
local Sweetweter County restrictions with respect to facilities and land
use of This Type. : -

Owner shall designate one frailer as that unit capable of providing emer-
gency toilet facilities to park occupants,

The large size of individual speces is sufficient o provide the 100 square
feet per space playground area required,

When owner levels the lower corner which he indicates he will do prior to
constructing sewage disposal leach fields, he should be aware of the
altered percoiation rate in such compacted soil, and evaluate his design
accordingly. Also, owner should defermine where toe of backslope fill

will fall, to insure that highway right=of-way encroachment Is not realized,

Refuse disposal shouid be considered managed to the extent that applicable
State law is not violated, e.gs no open burning, one=half mile frem public
roadway or inhabited dwelling, no water poliution and, finally, assurance
that County land use restrictions are met. Disposal at any approved site ,
such as Green River, is advisable,

“Owner is reqﬁes?ed to notify this office (or Rock Springs Office, Telephone

362=5674) when water supply is complete and ready for service, At that
+ime an initial, and subsequent quarterly, water sample is requijied executed.
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REVIEW OF PLANS AND SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE . OFFICE BUILDING
CHEYENNE, WYOMING 82001

1. proJect: Trumble Trailer Court, 5 unit spaces, Lot 3, Block 1, Rio Vista Sectien |
) Green River (Sweetwater County) Wyoming

2. ARCHITECT OR ENGINEER:

3. -SANITARY'ENG!NEERING SERVICES REF, NO,: 73=10
L, REVIEWING ENGINEER:
5. DATE OF REVIEW:

6. ACTIoN: Approved with comments

7. COMMENTS: (cont.)

7. {cont.) As it is not 1o be chlorinéfed, this can be done at The Rock Springs
District Office. :

JRT:1 jt

cc: Phillip Hughes, District Sanitarian, Rock Springs
: Ed Bradley, State Fire Marshal, Cheyenns
Enclosure .
Board of County Commissioners, Sweetwater County, Green River _
Mrs. Bernice Shedden, Rio Vista Homesites & Water Service, Green River
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REVIEW OF PLANS AND SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE.OFFICE BUILDING
CHEYENNE, WYOMING 82001

PROJECT: Trumble Trailer Ct., 5 Unit Spaces, Lot 3, Block 1, Rio

Vista Section 1, Green River (Sweetwater Co) Wyoming

ARCHITECT OR ENGINEER: None Submitted by owner, Mr. and Mrs.
Howard Trumble, Box 105, Green River, Wyoming 82935 .

SANITARY ENGINEERING SERVICES REF. NO.: 73-10R
REVIEWING ENGINEER: Joseph R. Tynsky

DATE OF REVIEW: January 30, 1973

ACTION: Approved.

COMMENTS: Routine bacteriological surveillance conducted by
Rio Vista utility is sufficient to cover bacteriological
surveillance, provided that random systems sampling occasionally

"gets a sample from this proposed court.

JRT:

ces -

dae
District Sanitarian, District 1, Rock Springs
Bernie Shedden, Managef

Rio Vista Homesites and Water Service
Green River, Wyonming 82935



.
{)L\ “\147\}

REVIEW OF PLANS AND SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BUILDING
CHEYENNE, WYOMING 82001

Trumble Trailer Court, 5 unit spaces, Lot 3, Bleeck 1, Rio

I. PROJECT: Vista Section 1, Green River (Sweetwater County) Wyoming

2. ARCHITECT OR ENGINEER: None. Submitted by owner, Mr., and Mrs. Howard
Trumble, Box 105, Green River, Wyoming 82935

3. SANITARY ENGINEERING SERVICES REF. NO,: 73-1ORR

L. REVIEWING ENGINEER: Joseph R. Tynsky, P.E.

5. DATE OF REVIEW: June 4, 1973

&. ACTION: Approved with Comment

7. COMMENTS:

If owner executes a three iine leach field, each line of which is

60' as shown on the drawing, the percolation rate of 7.5 min./inch
would adequately serve a dwelling unit. Wash water effluent is

not precisely clear from the drawing. This effluent is alsoc sanitary
waste and should be included in the leach field. Leach field users
usually tend to realize the limits on the amount of water that they
can use, and use water gccordingly.

JRT:ijt

ce: Distriet Sanitarian, District 1, Rock Springs




REVIEW OF PLANS AND SPECIFICATIONS %%L

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE. OFF1CE BUILDING
CHEYENNE, WYOMING 82001

1. PROJECT: Town of Ten Sleep, Propoéed Sanitary Landfill, Ten Sleep, lyoming

2. ARCHITECT OR ENGINEER: John W, Donnell, Consulting Engineer, P,0, Box 13
Wor-land, wyoming 82401

3. SANITARY ENGINEERING SERVICES REF, NO.: 73=ii
L. REVIEWING ENGINEER: Robert H, Pinther, P.E.
5. DATE OF REVIEW: January 22, 1973
6. ACTION: Approved with Comments
7. COMMENTS:
le This review covers the following:
A. @ two=sheet plan entitied "Sanitary Landfill Site"
Be. Management FPlan ‘
C. Plans for Development, Use, and Maintenance of Municipal Sanitary Landfill
2. Since the soil at the proposed landfill site ig very compact as evidenced by
by the auger refusals at depths of | fo 2 feet it should be determined that
earth moving equipment will be available which is capable of economically
excavating The required trenches.
3. The depth of each fill layer should be limited only by the trench depth and
the necessity for a 6 inch daily earth cover,
*see enclosed U.,5. Soil Conservation Service Report, Subject: ENG-
Geology 16 ~ Ten Sleep Sanitary Landfill, June 21, 1972, Site #I.
RMP: 1 jT
Enclosure

cc: Bill George, District Sanitarian, Worland
Den Stark, Bureau of Land Management, P,0. Box 119, Worland
Town of Ten Sleep, Ten:Sieep



REVIEW OF PLANS AND SPECIFICATIONS : C&%?

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE. OFFICE BUILDING
CHEYENNE, WYOMING 82001

1. ProJECcT: Deer Creek Campground, 45 Unit Spaces, Glenrock (Converse County), Wyoming

2. ARCHITECT OR ENGINEER: None: Submitted by Owner, John C., Field, Box 615,
' ' Glenrock, Wyoming 82637

SANTTARY ENGINEERING SERYNCES.REF, NO.: 73~12

3.
(-_-‘_'{ [ -~

k. REVIEWING ENGINEER: Jogzph R. Tynsky, P.E.

5. DATE OF REVIEW: dJanuary 26, 1973

6. ACTION: Approved with Comments
7. COMMENTS:

. Owner indicates minimum once weekly refuse removal, and fransportation to
- Glenrock disposal site wil! be executed.

2, When well is brought in, original, and thereaffer once quarterly {minimum
- frequency) bacterioiogical samples will be processed, Recotf'ds should be
. maintained of this effort. E

3. Owner should insure that local (Converse County) and any other applicable
+zoning or land use requirements have been satisfied. Contact with County
Commissioners is suggested.

JRT:i jt
Enclosure: | set approved plans and specifications

cce: DisTricf Sanitarian, Gillettes
~Ed Bradley, State Fire Marshal, Cheyenne .
Converse County Commissioners, Douglas

R L Ry s



REVIEW OF PLANS AND SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGIREERING SERVICES
STATE. OFFICE BUILDING
'CHEYENNE, WYOMING 82001

PROJECT: Additional Laundry Bﬁilding, Tex's Travel Camp
Green River, Wyoming (Sweetwater County)

ARCHITECT OR ENGINEER: None, Submitted by owner, Tex Jasperson

Star Route Box 10l, Green River, Wyoming - 82935

SANITARY ENGINEERING SERVICES REF., NO.: 73-13

REVIEWING ENGINEER: Joseph R. Tynsky

DATE QOF REVIEW: January 30, 1973

ACTION:

Approved with comments

COMMENTS:

1.

JRT:dac
cer

" Owner shall utilize Uniform Plumbing Code regulations

in providing plumbing, vents, and related hardware in con-
struction of this facility.

Slope of drain field is not shown. Owner should
excercise care to insure the slope is approximately
2 to 4 inches per 100 feet of trench, not to exceed
6 inches per 100 feet.

. It is noted that close district’%upervision on this

court was excercised during 1972 and indicates reasonable
assurance that minimum State standards have been met

for campground facilities. This approval therefore is
issued and covers the entire facility as presently built.
Owner is advised to insure that any future expansions

~~or modifications, such as is submitted herein, be so

§ubmitted for review and approval.

Owner is advised to coordinate this facility with any
applicable Sweetwater County zoning regulations or conditions.

Digstrict Sanitarian, Distriect 1, Rock Springs

Ed Bradley, State Fire Marshal,Chevenne, Wyoning

Board of County Commissioners, Courthouse, Green
River, Wyoming 82935

} , "B \ CDQPWU
A buraal_ of Acks o Gl pU-edh

‘
ety yme e 1% 13t vesnreee e
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REVIEW OF PLANS AND SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE.OFFICE BUILDING
CHEYENNE WYOMING 82001

Lot G o

. PROJECT: Telv1ck Traller Park (34 Unit Spaces) Cheyenne, Wyoming

2. ARCHITECT OR ENGINEER: Wone indicated: submited by Donald Velvick
Pon's Backhoe Service 504 Grape, Cheyenne, Wyoming 32001

3. SANITARY ENGINEERING SERVICES REF, NO,: 73-14

4. REVIEWING ENGINEER: gpank R. Harman, P.E.

5. DATE OF REVIEW:  1.....0 31, 1373

6. ACTION:

o

Not approved; additional information requlred >, e P L

7. COMMENTS:

1.) Hanholes
Provide detailed drawings of a typical manhole
showing plan view and side view.

Manholes shall be the standard type with a 24 inch
cover and at least 42 inches in diameter.

2.) Water and Sewer Crossings
In every instance where water lines and sewers cross at
the point of crossing the water line ghall be above the
gsewer with a vertical separation of at least 12 inches.

If this is not possible the sewer line shall be
constructed to water line standards for watertightmness
etc.

FRH:dac

cc: Don Pack, Sanitarian, City~County Health Unit, Cheyenne
Al Winchester, South Cheyenne Water and Sewer District, Cheyenne
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- REVIEW OF-PLANS AND SPECIFICATIONS
... Division of Environmental Health
R City~County Health Unit
315 West 20th Street
Cheyenhe, Wyoming -
. ﬁ*séﬁﬂé} |
1, PROJECT; ﬁ”’“‘”%“"”“"ﬁ";c L

civick frailer Park (34 Unit up&u?ﬁ} Chaveunsa,; Yy,

2" ARCHITECT OR ENGINEER: Yone indicated: huhmitted by Lonald Valvick
nls. Backhog

Service 30& G & Gh nne, Hve 82001
3, § VIS 101 GF S EShGeNar HEAPE REFQ}F?? 12 I
. - e
b ‘REVIEWED BY: pen g, ?acaa Rebep Divector of Emvivromental Health 52/
F

315 @ 20ih St heverme, Yy. 32081
5. DATE G OF REVIEW: rpril 18, 1076
6. AQT;OI\I: Approved
7. COMMENTS: R B T

Approved eé éf:fnspaction January 33, 1974 yﬁﬁ_

co Robort Le Q@-ffmaﬁ’ _%‘faP‘cgq, Drevcor




REVIEW OF PLANS AMD SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE. OFFICE BUILDING
CHEYENNE, WYOMING 82001

PROJECT: Collins Mobile Home Park, 6 unit gpaces, Thermopolis, Wyoming

ARCHITECT OR ENGINEER: None indicated, plans submitted by owner, Larry
L. and Rachael G. Collins

SANITARY ENGINEERING SERVICES REF, NO.: 73.-15
REVIEWING ENGINEER: Robert H. Pinther
DATE OF REVIEW: February 14, 1973

ACT10ON:. Approved with comments

COMMENTS:

1. Provide restroom facilities for emergency use.*

2. Substantial rust resistant and fly-tight garbage cans
shall be provided and stabilized in the upright poesition
by an adequate supporting structure.®

3. Provide adequate outside lighting for the park.

* During a phone conversation with the review engineer on
February 14, 1973, Mr. Collins agreed to provide the -
emergency restroom and the above speclfied gsarbage storage
facilities. ‘

c.c} William George, District Sanitarian, District II, Worland, Wyoning

Ed Bradley, State Fire Marshal, Cheyenne, Wyoming



February 5, 1973

Mr. John A. Green, Regional Administrator
Enviroamental Protection Agency Region Vill
1860 Lincoln Street, Suite 900

Denver, Colorade 80203

Attention Mr. Charles W. Murray, Jr., Director
Air and Water Programs Division
Municipa) Wastewater Section
Dear Mr. Green: SR
Re: Town of Hudson
Grant Application
Hudson, Wyoming
C 560101
We are enclosing two sets of EPA Form 5700-12{(4~72}, Application
for Federal Assistance, for the referenced project, along with supporting
documents and plans as set forth in Mr. Connell's enclosed letter of

January 31, 1973.

We are notifying Mr. Connell that Bl Form 1350, Assurance of Compliance,
was not included in his submittal and should be sent to this office in
triplicate at his earliest convenience. Upen receiving the necessary copies
of this form, two copies will be forwarded to your office.

Qur review of the preliminary plans for this project reveals that they
are in general compliance with the requirements of this Department. iowever,
final approval of the plans by this Department will depend on submission of
construction plans and speciflcations.

Very truly yours,

Arthur E. Williamson, M.S5.,P.E.
Director
: 7 Sanitary Engineering Services
AEW-RHP:ew .. ' g . ' : '
Enclosures +.- wade do 2 AETET Fomnn s, ¥y
. / ’{
cc:  Mayor Red V. Svilar, Town of Hudson
R. D. Connell, R. D. Connell & Associates, inc., Riverton



YT UAING DEFART CENT OF LR o b DALRG AL GUALTL ¢ - #145
WATER QUALITY DIVISION . Fo-
CHEYENNE, WYOMING 82002

REVIEW GF PLANS AND SPECIFICATIONS

" WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF-HEALTH AND MEDICAL"SERVICES
SANITARY ENGINEERING SERVICES
STATE QFFTCE BULLDING
_CHEVENNE, WYOMING 82001

T f Hud L i i : b
PROJECT:  own ot Hudson, Lagoon Renovation and Effiuent Line Construction (Submittal
C 560101

ARCHITECT OR ENGINEER: R.D. Connell, R. D. Connell & Associates, inc., P. 0. Box 1010,
Riverton, Wyoming ' : '

W':ca f'}w'h‘f Divisian

SANTTARY—ENGINEER ING—SERVI'CES REF, NO.: 73~16R
REVIEWING ENGINEER: Joseph R. Tynsky, P.E.
DATE OF REVIEW: August 3, 1973

ACTEON: Reviewed for Compiiance with Design Standards - Construction Authorized

. COMMENTS:
This Agency has reviewed the infiltration study and has discussed the intent and
scope of the project with the Consultant. It is unmistakable that this investigation

was a significant technical effort, incorporating basic data and details prerequisite
to the decision of whether the alternative of infiltration correction, or reliance
on treatment plant capabilities was chosen. Sufficient detailed rationale indicated
the latter selection as being apparent, grounded cleariy in technical and economic
feasibilities. Based on this rationale, and particularly on the clearcut flow

data available at Tift station, this Agency Teels there is a sound basis for the
Consultant's rationale and decision.

When proprietary items are specified, grant conditions require consultant to specify
an applicable and workable maintenance and operation schedule, including the services
of a State certified plant operator.

This construction authorization does not obviate the necessity of the authority meeting.
the applicable effluent standards shortly to be applied under Federal NPDES (National
Paolilutant Discharge Elimination System) conditions. On or before July 1977 (or at

such date as permit conditions dictate) effluent will be required to meet (and samples
taken by the Town to verify) the following:

Unit of Monthly Weekly
Measurement _Average Average
Biochemical Oxygen Demandsg mg/ 1 30 L5
Total Suspended Solids mg/ 1 30 45
pH mi units 6.0 - 9.0 6.0 - 9.0
Fecal Coliform Bacteria Number/100 mls 200 Loo

(This latter parameter may indicate the validity of pre-planning a chlorinator
installation.)
JRT: cw
8-8-73
cc: Mayor Red Svilar, Town of Hudson, Wyoming
Environmental Protection Agency, Region Viil, Denver, Colorado - Enclosures:

-2 copies Infiltration Analysis and Plans and Specifications
Farmers Home Administration; Casper

includes Infiltration Analysis ~ Phase | - Hudson Sewer System), Hudson,Wyomin:



REVIEW OF PLANS AND SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AND S ERVICES
DIVISION O MEDICAL SERVICES

RY ENGEINEERING

STATE OFFICE BUILDING

CHEYENNE, WYOMING 82001

PROJECT: Town of Hudson, Lagoon Renovation and Effliuent Line
Construction, Hudson Wyoming € 560101

ARCHITECT OR ENGINEER: R.D. Connell, R.D. Connell & Associates, Inc.

2.
P.0., Box 1010, Riverton, Wyoming 82501
3. ,S—A-&!%AR*—E‘NH‘NEER+NG—S-E-RM—I-GES REF, NO.:. 73~16RR
L. REVIEWING ENGINEER: Joseph R. Tynsky, P.E.
5. DATE OF REVIEW: September 10, 1973
6. ACTION: . Reviewed for Compllance with Design Standards - Construction
‘ Authorized
7. COMMENTS
Details of fabric divider have been provided in this submission,
These have been veviewed with regard to applicable State
standards. ‘Sufficient technical attention has been directed
. ~-to this detall to parmlf reasonabie assurance of its op&ratdenal
”'lntegrlty.‘
JRT mp ‘_f.;,ﬁ:u3, SIS ‘A,gL f
_ ;9£_ Mavyor Red Svilar, Town of Hudson, Wyoming

Environmental Protection Agency, Region Vill, Denver, Colorado =~
2 sets of plans
Farmers Home Administration, Casper



REVIEW OF PLANS AND SPECIFICATIONS v

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MED!CAL SERVICES
SAN!TARY ENGINEERING SERVICES
STATE OFFICE BUILDING
CHEYENNE, WYOMING 82001

Pace Mobile Hpome Park, 30 unit spaces, Ridge Road between Charles and

PROJECT:
0 Laramie Streets, Cheyenne, Wyoming

ARCHITECT OR ENGINEER: None indicated; submitied by Carl Pace, 3522 Wills Street

2.
Cheyenne, Wyoming
3. SANITARY ENGINEERING SERVICES REF, NO,: 13=17
L, REVIEWING ENGINEER: Frank R. Harman, P.E.
5. DATE OF REVIEW: February 21, 1973 __
6. ACTION: Not Approved L e A s
7. COMMENTS:
'Stop and Waste valves'of any kind are not approved for draining water risers
at each unit space. '
FRH:ijt

ce:

Don Pack, City County Sanitarian, City County EHealth Unit, Cheyemme
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J A ’5:_
- Grexw H. Jobeg, 3LD., Dircctor R _ L o - TELEPHONE 638-8095

o S :_.-i
_ ) | RN I
. City-County Health Unit N

i

315 YVEST 20TH STREET . o ' ::' .

CHLYE\INE WYOMING 82001

MEMORANDUM

- TO: 3:‘ Robert L. Coffman, h,PQHn, Di;ector;_Environmental Survéillancé
a and Control Services i o o
J'FROM: - Donald,E. Pack, R. S., Dzrector of’EHV110nmenta1 Heath ﬁghf
SUBJECT: Memo of March 19, 1974, concerning plans not completely 7
o : reviewed PR : L S
© DATE: . April 18, 1974

“1a Cheyenne_Village Mobile Home Park, == 72-176
-This project was mnot constructed. -

'?J.J' 2$f/Pace Moblle Home Park 30 Unit Spaces, e-73-17 L//i:;/(

ThlS pro;ect has not been constructed as of “this dates

. 3. Wininger Trailer Parks 15 Unit Spaces, - 73—24" .";;* :3 ‘5'13“€57'a“-.*f
" . This project was not comnstructed, L e s T

| .DEP/ae

o
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REVIEW OF PLANS AND SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE . OFFICE BUILDING
CHEYENNE, WYOMING 82001

PROJECT: Mobile Home Park, 22 Unit Spaces, Springview Trailer Court
Rock Springs, Wyoming 82901

ARCHITECT OR ENG!NEER: Johnson, Fermelia and Crank, P.0. Box 1633, Rock
Springs, Wyoming 82901 Submitted by owner, Charles Gard, for Spartan
Construction Company, 1418 Campbell, Cheyenne, Wyoming 82001

SANITARY ENGINEERING SERVICES REF. NO,: 73-18 :

REVIEWING ENGINEER: Joseph R, Tynsky, P.E.
DATE OF REVIEW: TFebruary 12, 1973

ACTION: Approved with comments

COMMENTS:

1. Owner is required to meet any local (City of Rock Springs)
building, zoning or construction regulations, and secure any
~applicable permits. Special attention should be given to availability,
capacity, and location of water and sewer services. .

2. It occurs to suggest owner investigate the use of a freeze-proof
water riser, in order to avoid the problems particularly troublesome
where a vacant space is involved; and the difficulty in front
protection. Note that stop and waste valves are not State approved,
Enclosed is an information cut of one of several excellent freeze~proof
water risers available on the market,

Joseph R. Tynsky, PR,
Public Health Engineer
Sanitary Engineering Services

5Rf:dac
2=12-73

cc:  Distriet Sanitarian, District 1, Rock Springs, Wyoming

‘City of Rock Springs, City Hall, Rock Springs, Wyoming
Johnson, Fermelia and Crank, P.0., Box 1633, Rock Springs, Wyoming

Enclosures

Y¥oum  Dne approved with comments copy of plans Being returned to owner

under separate cover.



REVIEW OF PLANS AND SPECIFICATIONS \

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDiICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BUILDING
CHEYENNE, WYOMING 82001

1. PROJECT: Wyoming Highway Department, Moorcroft Rest Avea, Crook County, Wyoming

Plans submitited by Milton E. Urban, State Road Engineer,
Wyoming Highway Department, Cheyenne, Wyoming. Plans
were prepared by the Vyoming Highway Department.

2. ARCHITECT OR ENGINEER:

3.0 SANITARY ENGINEERING SERVICES REF. NO,: 13=13
4, REVIEWING ENGINEER: Frank R. Harman, P.E.
5. DATE OF REVIEW: Tebruary 21, 1973

6. ACTION: Approved
7. COMMENTS:
FRH:1jt

ce: Maleolm Crawford, District Sanitarian, Gillette
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REVIEW OF PLANS AND SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MED{CAL SERVICES
SANITARY ENGINEERING SERV!ICES
STATE . OFFICE BUILDING
CHEYENNE, WYOMING 82001

PROJECT:  pave Johmston Plant, Pacific Power and Light, Sewage Treatment Plant

Glenrock, “Wyoming

Z. ARCHITECT OR ENGINEER: Martin Bowers, Principéﬁ. Environmental Fngineer, EBASCO
: Services, Inc., Two Rector Street, New York, New York 10006
3.. SANITARY ENGINEERING SERVICES REF, NO.: 7320
4L, REVIEWING ENGINEER: JOSG!Dh R. TmS]ﬂY-; P.E.
5. DATE OF REVIEW: geprminwmr 90,1973
6. ACTION: Approved with comments
7. COMMENTS:
1. Plant design capacity, achievable efficierncy, and an ercellent technisue fox
" addressing the sensitive chlorine residual aspect heve ¢learly addressed the
water cuality conetraints addressed in an earlier conversation and which in-
 dicates reasonable assurance that water nuality in the receiving stream will
undergo no degradation as & result of this discharge.
2. Bffluent stanﬁar&s, applicable to this type of wastewater system have not yet
been established., Ag closely as posgidble, these should be determined from
FPA RBegion VIII in Denver, together with any definition associated with & new
source vernit application, as stipulated by the 1972 Water Pollution Control
Apendments. Tt may be that closer analysis may reveal a somewhat economically
more beneficial aspect résultant from full retention or r@cycllng of the
ef fluent, as opposed to the permit stivulated monltorlng attendant on a pefnt
gource d_:u.s'r‘l'xa,rge‘°
JRT:13t
co: Pacific Power & Light, Dave Johmston Plant, .Glenmcic

Disgtriet Sanitarian, Gillette



REVIEW OF PLANS AND SPEC!FICATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE . OFFICE BU!LDING
CHEYENNE, WYOMING 82001

PROJECT: South Pass City Water System, Scuth Pass City, Wyoming

ARCHITECT OR ENGINEER: Paul C,. Schwﬁ;éer, Wyoming Recreatiorn Commission,

2,
Cheyenne
3. SANITARY ENGINEERING SERVICES REF. NO.: 73-21
L., REVIEWING ENGINEER: Robert H. Pilnther, F.%,
5. DATE OF REVIEW: Harch 2, 1973
6. ACTION: Wot approved
7. COMMENTS:
1. Place the bottom of the water storage {ank above the highest
known groundwater table level,
2. The electrode cables should enter the 13,000 gallon storage tank
‘through a water right fitting located in the access manhole at a
© point at least ome foot above ground level.
3. Since there is a physical conmection between the potable water
i gupply system and the fire fighting system the following should
be accomplished:
{a) The plastic pipe on the £f£ire fighting system should also
be of the non-tozic type.
{b) The fivre fighting systems should, aiso, be disinfected
. before being put Iinto service. _
4, Add to the disinfecting procedure; “During the disinfecting
. process all values and hydrants shall be operated in order
to disinfect the appurtances®.
RﬁP:dac ,
cc: DBistriet Samitarian, Distriect II, Worland, Wyoming



Lot

REVIEW OF PLANS AND SPECIFICATIONS
WYOMING DEPARTMENT GF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGI{NEERING SERVICES
STATE OFFICE BUILDING
CHEYENNE, WYOMING 82001

1. PROJECT: - South Pass City Water System, South Pass, Wyoming

2. ARCHITECT OR ENGINEER:  Paul C. Schwieger, Wyoming Recreation Commission

3. DIV. OF SANITARY ENGINEERING REF. NO.:  73-2iR

b. REVIEWING ENGINEER: Arthur E. Wilijamson, M.S.,P.E.
'5. DATE OF REVIEW: ~ March 20, 1973

6. ACTION: ' Approved

7. COMMENTS:

Points of March 2, 1973, 73-21 review ;}arified wi;h

Paul Schwieger in my office this date,

AEW: cw

cc: District Sanitarian, District b, Worland



bhsot.
Page 1 of 2

REVIEW OF PLANS AND SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANI TARY ENGINEERING SERVICES
STATE.OFFICE BUILDING
CHEYENNE, WYOMING 82001

PROJECT: Town of Hudsen 1972 Water Improvements, Hudson, Wyoming

ARCHITECT OR ENGINEER: K. D. Connell and Asscciates, Inc. Riverton
' Wyoming

SANITARY ENGINEERING SERVICES REF. NO.: 73_29

REVIEWING ENGINEER: pohert H. Pinther

DATE OF REVIEW:  March 5, 1973

ACTI1ON: Not approved
COMMENTS:

1. Yo allow draining of the existing storage tank without shutting
off pressure on ain Street between 6th and 8th Streets provide a
main shut-off valve immediately north of this proposed "“Tank Drain
and Line Blow-0ff."

2. Water mains crossing house sewers, storm sewers or sanitary
sewers shall be laid with the water main above the sewer to provide
a separation of at least 18 inches between the bottom of the water
main and the top of the sewer, wherever possible.

3. When local conditions prevent a vertical separaticn between water -
mains and sewer as described in "2" above, the following construction
shall be used:

a. Sewers passing over or under water mains should be constructed
of materials and joints that are aquivalent to wataer main

standards of comnstruction aud shzall be pressure tested to assure
watertightness prior te backfill. An alternate applicable to
existing sewers consists of encasing the exposed section of

sewer and an additional 3 foot length on each side of the

water main trench in a collar of concrete which 45 at least 6
inches thick,

b Vater mains passing uander sewvers shall, &rn addition, he
protected by providing:

(1) A vertical separétion of at least 18 inches between
the bottom of the sewer and the top of the water maing

(2) adequate structural support for the sewers to prevent
excessive deflection of joints and settling on and.
breaking the water mains. Hote: The six inch concrete



Town of Hudson 1972 Water Page 2 of 2
Improvements
BEudson, Wyoming Mareh 5, 1973

e
providing thi

oferred to in “a” above may be considered as
S support.

(3) thiat the length of water pipe be centered at the point
of crossing so that the joints will be equidistant and as
far as possible from the sewer.

4. It is recommended that the water main disinfection be accomplished
by one of the methods outlined in AWWA STandard for Disinfecting Water
Mains. An euncerpt from this STandard - AWWA C601-63 is enclosed.

5. It is recommended that a minimum water main cover of & feet be
provided to prevent freezing. It appears that the feeder mains from
the reservolr during their sidehill run d4re less than three feet
deep 1in places.

6. The operation of each chlorination shall be synchronized with
the operation of the wall pump at the well it serves.

7. 411 openings into =ach well such as the openings for the chlorine
solution pipe and level control probe lines shall have a water tright
seal around the pipe or cable, as the case may he.

8. To prevent the entrance of wind carried contaminztion, the reservoir
vent shall be equipped with a solid hood which exztends down to a

point at least 2 inches below the vent opening which in turn shall

be protected with the screening whith is at least fodr-nesh.™-

. It is determined by this office that this water system will not

result in the pollution of Wyoiting waters in excess of established
standards. '

REP:dac
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REVIEW OF PLANS AND SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BUILDING
CHEYENNE, WYOMING 8200)

PROJECT: Town of Hudson 1972 Water Improvements, Hudson, Wyoming
ARCHITECT OR ENGINEER: R, D, Connell & Associates, Inc., Riverton, Wyoming

SANITARY ENGINEERING SERVICES REF. NO.: 73=22R
REVIEWING ENGINEER: gobert H. Pinther, P,E,
DATE OF REVIEW: April 9, 1973

ACTION:  Approved

COMMENTS:

it is determined by this office that this water system will oot result
in the pollution of Wyoming waters in excess of established standards,

RHP: dac

cc: Farmers Home Administration State Office, Casper, Wyoming
Pistrict Sanitarian, District II, Worland, Wyoming

Hote: Returning one set of approved plans & specifications under separate
COvVer.

ok
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REVIEW OF PLANS AND SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BU!LDING
CHEYENNE, WYOMING 82001

PROJECT: Town of Creybull, Weter Transmission Pipeline, Creybull, #yoming
ARCHITECT OR ENGINEER: ngineering 4dssoclates, P.0. Box 1335, Cody, Wyouing
82414 ,

SANITARY ENGINEERING SERVICES REF. NO,: 73-23

REVIEWING ENGINEER: Reobert 6. Pinther, P.E.

DATE OF REVIEW: ifareh 10, 1973

ACTION: Approval withheld pending receédnt of additional information.
COMMENTS:

1. Will the raw water be chlorinated when 1ts rate of f£low through

‘ the meter drops belew 100 gallong per minute? If not, provide
for avtomatic chlorination of the raw water when flewing at
rates less than 103 gallons per minute.

2. What provisions sre made for chlorinating water to be delivéred
Lo future services located upstream from tue chlorination build-
ing? : :

3. The open end of each air-relief pipe should he at lzast one inch
in diameter for a distance of one foot and should extend from the
manhole to a point at least ope foot above ground and be provided
with a screencd, downward facing elbow.

4. 411 valve and air-relief pits should be draimed to the surface
0of the ground where they are not subject to flooding by surface
water or to absorption pite undarground.

5. Provide for discharge of the four inch drain line (serving the
equipment building and the meter pit) to the surface of the ground
at a polnt whiceh 1is not subject to flooding and 1s located at
least 25 feet from the water transmission line. Where this is
not practical, provide an abserption pit located at least 25 feet
from the water lina.

6. Provide a rain water sampling tap at the equipment building.
7. Provide the following in counection with the chlorination facility:

a. Provide a standby chlorinator of sufficient capacity to replace
the chlorinator in service.
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PAGE 2 OF 3
REVIEW OF PLANS AND SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
© SANITARY ENGINEERING SERVICES
STATE . OFFICE BUILDING
CHEYENNE, WYOMING 82001

PROJECT: Town of Greybull, Water Transmission Pipeline, CGrey®ull, Wyoming

ARCHITECT OR ENGINEER: Engineering Associates, P,.0. Box 15339, Cody, WY

82414

SANITARY ENGINEERING SERVICES REF, NO.: 73-23

REVIEWING ENGINEER: Robert H. Pianther, P.E,

DATE OF REVIEW: Mareh 10, 1973

. ACTION: Approval withheld pending receipt of additional information

COMMENTS:

10.

'b. Locate switches for the interior. ilehts and for the exhaust

fan outside the building.

e, Provide for discharge cf tmeecnlorlnator vent pipas to the

outside.
What considexretion ié heing given to the provision of s adial
vrotection, such a3 outlined below, at points where the water~
l1ine cerosses Shell Creek? :

a. Valves at both ends of erosaing s0 section can be isolated
for test or repair.

b. Sampling taps at each end of the erossing.
¢. Permanent taps for testing and locating lesks.
Provide the following at the river crossiang:

a. Valves at both ends of the crosging so the section can be
isolated and repaired.

b. Sampling taps at sach snd ¢f the crossing.

e. Permanent taps for testingr.and locating leaks.

Provide specifiecations covering the new infiltration iq%ake system.
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REVIEW OF PLANS AND SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AND SQCIAL SERVICES
DIVISION OF HEALTH AND MEDI1CAL SERVICES
SANITARY ENGINEERING SERVICES
STATE . OFFICE BUILDING
CHEYENNE, WYOMING 82001

. PROJECT: Town of Craybull, Water Trazopsmission Pipeline, Greybull, Wyoming
2. ARCHITECT OR ENGINEER:  gpoineering Assoclates, P.0. Box 15333, Cody, Wyoming
82414 '
3. SANITARY ENGINEERING SERVICES REF. NO.: 73~23
L, REVIHHNGAENGHEER: Robert H, Pinther, FP.E.
5. DATE OF REVIEW: March 10, 1572
6. ACTION: Approval withheld pending receipt of adddtional information
7. COMMENTS:
li. Provide datalls covering the proposed pump:.connection ilmmediately
helow the intzkea.
i2. it has been determiLea by this office that this water system
‘ improvement will not rvesult in the pollutlon of Wyoming waters
in excess of esstablished standards.
REP:1jt
cé: Farmers Home Administration, State Office, Casper

Mayor William Murdoch, Towa of Greybull



REVIEW OF PLANS AND SPECIFICAT!ONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BUILDING
CHEYENNE, WYOMING 82001

Town of Gruoybull, Vater Transmission Pipeline, Groybull, Wyoming
1. PROJECT:

Asgociates, P.0. Box 15392, Cody, Uyoming
2, ARCHITECT OR ENGINEER:

3. SANITARY ENGINEERING SERVICES REF, NO,:

Liiliom L. Garland
L, REVIEWING ENGINEER: boda

. ‘l_.,; - n.r,‘ L) "! l: hrd
5. DATE OF REVIEW.  ~=reb 24, 1273
6. ACTION:  “pproved

7.  COMMENTS:

Revisicens to ovigiaal plaus, zs Tequested by ithis oifice, were Yeviewed
and approved March 21, 1873.

WiG: dac

cct Farmers Home Administration, State Office, Casper, Wyoming
Mayor William Murdoch, Town of Greybull, Greybull, Wyoming
District Sanitarian, Distriect II, Worland, Wyoming
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REVIEW OF PLANS AND SPECIFICATIONS

WYOMENG DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MED!CAL SERVICES
SAN!TARY ENGINEERING SERVICES
STATE OFFICE BUILDING
CHEYENNE, WYOMING 82001

PR&ECT:Wininger Trailer Park, 15 Unit Spaces, Lampman Court,
Orchard Valley, Cheyenne, Wyoming

ARCHITECT OR ENGINEER: None; plan submitted by owner

SANITARY ENGINEERING SERVICES REF, NO.: 73-24

REVIEWING ENGINEER:  Frank R. Harman

DATE OF REVIEW: February 27, 1973

: . . ’,.c" e
ACTION: Not approved; pending receipt of additional informatiom %0 -7 -
. B s ,“.‘,“{ -
COMMENTS:
1.) Individual water and sewer hookups

Provide a typical side view drawing showing all above
ground and below ground details of both the proposed
water and sewer hookups.

2.) Individual hookups -
Specify that water and sewer lines are to be installed
to be at least 10 feet apart horizontally.

3.) Emargency toilet
One restroom shall be installed to be available in
case of emergencies.

4,) Provide detail of the "bath" indicated om the plan.

5.) Garbage cans shall be provided to be no furthexr than
100 feet from any unit space.

Dox Pack, Sanitarian, City-County Health Unit, Cheyenne
Ed Bradley, State Fire Marshall, Cheyenne

FRH:dac



_ Guesw H. Jober, M.D,, Dircctor S . o "'..Tmp;:o.\-s 638-8995
City-County Health Unit

315 .}_‘E’EST 20TH STREET

SR <
';31’?_‘_«,'“5 o CHEYENNE, WYOMING 82001
| MEMORANDUM'
TO: 7'_ ‘ Robert L. Coffman, MePoHas Dlrector, Env1r01mental Surve111ance :
o and Control Serv1ces o : S
. : - ,/,/' ! . : o . -
FROM: Donald.E. Pack, R.5., Director of Environmental Health ﬂgéw
SUBJECT: Memo of March 19, 1974, concerning plans not completely _ '
reviewed - _ , -
 DATE: April 18, 1974

-1+ Cheyenne Village Mobile Home Park, =~ 72-170
Thls project was not constructed .

_;Arh‘ ZiﬁfPace Moblle Home Park 30 Unit Spaces, ~-73-17 L//i:///

Thls progect has not been constructed as of this dates

. 3e Wininger Trailer-Park, 153 Unit Spaces,. - 732247
.~ This project was not constructed, = = s

~DEP/ae

e e O . TR
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REVIEW OF PLANS AND SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE . OFFICE BUILDING
CHEYENNE, WYOMING 82001

PROJECT: Boysen State Park Water System, Shoshoni, Wyomning

ARCHITECT OR ENGINEER: pau1 ¢, Scirwieger, State Recreation Engineer,
Wycning Recreation Commission, Cheyvenne, Wyoming

SANITARY ENGINEERING SERVICES REF, NO.:  73_35

REVIEWING ENGINEER:  pojert H. Pinther, P.E.

DATE OF REVIEW:  pareh 18, 1973

ACTI0ON: Het Approved
COMMENTS:

1, The disinfecting procedure should be applied to pressure tank,
the well and all appurtances., This may be accomplished by
1ntr0dac1ng the disinfecting sclution into the well and punping
it through the system. The hydrant and all valves should be
operated to obtain contact with the disinfecting solution for
the specified 24 hour period.

?2. The well seal should be Watertlgat in all respects and, pref-

erably cf the type known as the “sanitary well seal'.

;3. The well vent pipe should terminate at a point at least 24

inches above greund level.,

;4. The ground surface should slope away from the well for a dis~

tance of at least 100 feet in all directions.

55. The area around the well for a distance.of at least 100 feet

in all directions should be reserved for water supply purposes
and should contain no seepaze pits, drainfields or privies.

No sewer lines or septic tanks should be located within 50
feet of the well.

?6. If practical, the well pit floor drain should discharge to

ground level. Locate the outlet at a point which is not sub-
. ject to flooding

RH?:ijt

ce:

William George, District Sanitarian, Worland



REVIEW OF PLANS AND SPECIFICATIONS
WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BUILDING
CHEYENNE, WYOMING 82001

PROJECT:  Boysen State Park Water System, Shoshoni, Wyoming

22;‘ ARCH‘TECT OR ENGINEER: Paul C. Schwieger, State Recreation Engineer,
Wyoming Recreatlon Commission, Cheyenne, Wyoming
3. DIV. OF SANITARY ENGINEERING REF. NO.: 73-25R
L, REVIEWING ENGINEER: Arthur E. Williamson, M.S.,P.E.
5. DATE OF REVIEW: March 20, 1973
6. ACTION: Approved
7. COMMENTS:
Points of March 18, 1973  73-25 review clarified with Paul
Schwieger in my offfice. | |
AEY: cw
cc: District Sanitarian, District [, Worland

Ei%i&fg
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REVIEW OF PLANS AND SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE . OFFICE BUILDING
CHEYENNE, WYOMING 82001

PROJECT: Evans Mobile Home Court, 20 Unit Spaces, ¢ Miles South of
Jackson, Wyoming (Teton County)

ARCHITECT OR ENGINEER: Houne indicated; submitted by owner, David A.
Evans, Box 1184, Jackson, Wyoming 83001

SANITARY ENGINEERING SERVICES REF, NO.: 73-26

REVIEWING ENGINEER: Roy E. Prior and Joseph R. Tynsky, P.E{
DATE OF REVIEW: Harch 5, 1973

ACTION: Approved with comments

COMMENTS: Note: Owner is requested to verify the provision of
additional information where noted in remarks below as “verify®.

1. Water system (a) Owner is required to register water source

with Wyoming State EZngineer, Cheyenne, Wyoming {(verify). ‘
{(b) No well ydeid is indicated. If an estimated 4 gpm two
taps per unit one hour peak demand is estimated used, then
this faeility will demand a one hour rate of 80 gal/min., If
well vield is say 20 gpm, sufficient storage will be needed
to augment thic base flow and provide this needed one hourx
volume. Well should meet Wyoming Standards. (verify)

(¢) Individual connection te trailer should be shown. HNote that

no stop and waste wvalves are approvable.  Enclosed is one of
several acceptable units (True Temp).

Sewer (a) Pipe size not shown. Four (4) inch minimum to
single residence required (verify).

(b) 1000 gallon septic tank for 2 units is somewhat small
but acceptable. Unit however, should have baffles (or
inletfoutlet tees) to insure optimum drawoff quality e.g.,
no solids to leach field.
(8)Leach field quoted at 110 sq. ft. per bedroom is OK.

. Owner should indicate use of gravel bedded perforated pipe
as shown on Page 17 of Sewage Standards (verify).
(d) Owner is referred to Standards insert to Mobile liome
Standards for typical approvable individual connection.

General

{(a) Garbage storage should be 100' or less from a single
unit, Bisposal should be made te an approved non-violating
disposal unit (verify).
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REVIEW OF PLANS AND SPECIFICATIONS

E WYOM!NG DEPARTMENT OF HEALTH AND SOCIAL SERVICES
Page 2 of 2 DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE. OFFICE BUILDING
CHEYENNE, WYOMING 82001

PROJECT: Lvans deobile Home Court, 20 Unit Spaces, 9 Hiles South of
Jackson, Wyoming (Teton County)

ARCHITECT OR ENGINEER: 1one indicated; submiitted by owner, David A.
Evans, Box 1184, Jackson, Wyoming 83001 -

SANITARY ENGINEERING SERVICES REF. NO,: 73-25

£ w

REVIEWING ENGINEER: Roy ©. Prior and Jeseph R. Tynsky, P.E.
DATE OF REVIEW: #larch 5, 1973

ACTION: Approved with comments
COMMENTS:  (continued)

(b} Owner should carefully space units to allow provision

of 157 trailex-to-trailer clearance and drivewayv/walkwvay
provision. ) '

(¢) Owner is requested to apply to Teton County Commissioners

to insure that applicablie County zomnlng and land use stipulation
have been satisfied (verify). '

(d) Water sampling schedule shall be conducted at quatrterly
intervals when system is started. Please contact District
Sanitarian, District I, Rock Springs, Telephone 362-5674 and

for this service. (verify) :

IRT:dac
ﬁnclosures

¢c: District Sanitarian, District I, Rock Springs
" Ed Bradley, State Fire iarshal, Cheyenne
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§ REVIEW OF PLANS AND SPECIFICATIONS ‘ §

WYOMING DEPARTHENT OF HEALTH AND SOCIAL SERVICES E
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE . OFFICE BUTLDING
CHEYENNE, WYOMING 82001

1. PROJECT: Evaas Mobile Home Court, 20 Unib Spaces, 9 miles south of Jackson
Uyoming. (Tetoa County

\

|

| 2. ARCHITECT OR ENGINEER: ione indicated; submitted by owiter', David A. Evaans,
i Box 1184, Jackson, Wyoming 83001
‘ .
|

SANITARY ENGINEERING SERVICES REF, NO.: 73=26RK

3.
L. REVIEWING ENGINEER: Joseph R. Tynsky, P.E.
5. DATE OF REVIEW:  Mayeh 20, 1673

7. COMMENTS:

Owner baeg satisfactorily responded to carlier review comments.

| JRT: dac . - . ;

cey  District Sanitarian, District i, Bock Springs, Wyoming -
. Corky Moyer; Teton County Courthouse, Jackson, Wycming 83001
Ed Bmadley, State Fire Marshal, Cheyenne, Wyoming

e i
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REVIEW OF PLANS AND SPECIFICATIONS

WYQMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BUILDING
CHEYENNE, WYOMING 82001

PROJECT: Town of Mills Sanitary Sewer System, Kapranis Addivion, #illp, Toming

ARCHITECT OR ENGINEER: Ulorthington, Lerhart & Carpenter, Inc,., 632 South David
Casper, Wyoming 82601

SANITARY ENGINEERING SERVICES REF, NO,: F327
REVIEWING ENGINEER: Robert H. Pinther, P,I,

DATE OF REVIEW: april &, 1973

ACTION: Hot approved

COMMENTS:

1. Revise the "Protectlon of Water Supplies" section of the specifications as
followss .

B=1, Relation to Water Mains
Substitute "Parallel Installations” for "Horizontal Saparation”

Be2, Substitute "Croesings" for "Vertical Separation”
: Line 1 omit "“wader"

Line 7 Substitute for the portiom of this paragraph heyond "geparation or"
the fellowing: the sewer shall, for a distance of at least 10U feet
on each side of the water mein, be constructed of materials and
joints that are equivalent to water main standards of construction
and pressure tested for water tightedaness prior to backfilling.

Add:  WHater maing passing under sewers shall, in addition, be protected

by providing: (1) a vertical separatiom of at least 18 luches

between the bottom of the sewer and the top of the water main,

{2) adequate structural support for the sewers to prevent excess deflection
and settling on, and bresking of the water 1dins, (3) that a length of
water pilpe be centered at the point of crossing so that the points will

be equidistant as far as possgible from the sewar.

RHP: dac



REVIEW OF PLANS AND SPECIFICATIONS

WYOMENG DEPARTMENT OF HEALTH AND SOC!AL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BUILDING
CHEYENNE, WYOMING 82001

1. PROJECT: Town of Mills Sanitary Sewer System, Kapranis Addition, Mills, Wyoming

2., ARCHITECT OR ENGINEER: VWorthington, Lenhart & Carpenter, Inc., 632 South
David, Casper, Wyoming 82601

SANITARY ENGINEERING SERVICES REF, NO,: 73=27R

3.
L. REVIEWING ENGINEER: Robert H. Pinther, P.E,
5. DATE OF REVIEW: April 24, 1573

6. ACTION:  Approved

7. COMMENTS:

RHP: dac

ce:  Rix Anderson, Casper-Natrona County Health Department, Casper
Town of Mills, P.0, Box Drawer T, Mille, Wyoming




REVlEW GF PLANS AND SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AND SQCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BUILDING
CHEYENNE, WYOMING 82001

PROJECT: fgEigsele Mobile Home Park #2, 19 units, Sheridan, Wyoming

ARCHITECT OR ENGINEER: VTN Engineers, Planners, Surveyors, 330 N. Main
Sheridan, Wyoming 82801

SANITARY ENGINEERING SERVICES REF, NO,: 73-28

REVIEWING ENGINEER: Frank R. Harman, P.E.

DATE OF REVIEW: June 4, 19.73

ACTION: Held in abeyance, PROJECT POSTPONED INDEFINAITELY
COMMENTS:

Mr. Baccari of VIN informed us that the project has been indefinitely
postponed. Suggest we keep in inactive file in case they decide to’

congtruct,

FRH:ijt



i REVIEW OF PLANS AND SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE . OFFICE BUILDEING
CHEYENNE, WYOMING 82001

: ROJ Klier Mobile Home Court - 3 new spaces (one existing space)
: %eyenne, Wyoming

2. ARCHITECT OR ENGINEER: Hone is.ldiCEitEd; submittad by E‘Ir. ITred Klier
1337 Wewton Dwrive, Chayenne, Wyomlag 82001

3.1 SANITARY ENGINEERING SERVICES REF. NO.: 7329
L, REVIEWING ENGINEER: Frank R. Haxman, F,E,
5. ODATE OF REVIEW: March 19, 1973
6. ACTION: Wot approved pending further information
7. COMMENTS:
Construction detail of the water well are required. A gide view
drawing of the well showing the well casing and its depith. Type of

pump and pump mounting, sanitary seal, if any, depth at which perforated
~casing arve installed, etc,

FRH dac
ce:: Don Pack, Sanitarian, Clty=County Health Unit, Cheyenﬂe Wyomlng
nd Br1dley, State Fire Marchal, Cheyenne



REVIEW OF PLANS AND SPECIF!CATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BUILDING
CHEYENNE, WYOMING 82001

1 PROJECT: Klier Mopile Home Court - 3 new spacss {cne existing space)
) ' Cheyenne, Wyoming

2. ARCHITECT OR ENGINEER: None indicated; submitted Ly owper, Mr., Fred Klier
1837 Hewton Drive, Cheyemne, Wyoming 82001

3. SANITARY ENGINEERING SERVICES REF. No.: 73-29R
L. REVIEWING ENGINEER:  Frank R, Havman, P.L.

5. DATE OF REVIEW:  April 2, 1573

6. AcTION: Approved

7. COMMENTS:

FRHE: dac

ec: Don Pack, Senitarian, City-County Health Unit, Cheyenne
T4 Bradley, State Fire Marshal (One copy of plans enclosed)

Enclesure: ©Ome set of approved plans being veturned to owner



REVIEW OF PLANS AND SPECIFICATIONS i

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BUILDING
CHEYENNE, WYOMING 82001

1. PROJECT: Buffalo Bill State Park, Various North Shore Development
Park County, Wyoming

2. ARCHITECT OR ENGINEER; Faul C. Schwieger, State Recreation Engineer,
Wyoming kecreation Commission, Cheyenne, Wyo.

3. SANITARY ENGINEERING SERVICES REF. NO,: 73~30

4. REVIEWING ENGINEER:  Robert ¥. Pinther, F.E,

5. DATE OF REVIEW: tarch 26, 1973

6, ACTION: Approved with comments

7. COMMENTS:
1. Extend the disinfection to include the well and pressure tank.
411 hydrants and other control valves in the water svstem shall he
operated during the disinfection of the system in order to bring
the disinfecting solution in contact with 211 parts of the valves

and other appurtenances.

2., The galvanized steel water piping should be at least standard
welght azrnd cowmply with ASTM AlZ0-68(a)

3. To avoid possible aspiration er backflow iato the potable water
systam through the 3-way valve on.the water line at the sanitary
station, replace the 3-way valve with an ordinary stop valve and

add a drain valve located so 1t can bte opened to drain the water
riser after the stop valve has been closed.

REP:4ij¢

ce: William Geerge, District Sanitarian, Worland

NOTE

UE ARE EWCLOSING OXNE SET OF APPROVED PLANS
TO YOU WITH THIS REVIEY,



REVIEW OF PLANS AND SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE . OFFICE BUILDING
CHEYENNE, WYOMING 82001

1. PROJECT: City of Buffalo, Water System Improvement, Buffalo, Wyoming

2. ARCHITECT OR ENGINEER: HNelson, Haley, Patterson & Quirk, Inc.
2021 Clubhouse Drive
: 7 Greeley, Colorado 80631
3.' SANITARY ENGINEERING SERVICES REF. NO.,: 73-31
4. REVIEWING ENGINEER: Frank R. Harman, P.FE.

5. DATE OF REVIEW: March 19, 1973

6. ACTION: Approved

7. COMMENTS:

Detailed drawings on sheet &4 of 67 show gas mask located in
chlorinator room. It Is recommended that for convenience of
use, the gas mask be located outside of the chlorinator building
along with the chlorine detector.

. We are returning one (1) set of APPROVED plans'to you under sep-
arate covex.
FRE:ijt

cc% ¥Malecolnm Crawford, District Sanitarian, Gillette
‘ R. D. Connell, Engineering Consultant, Riverton
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REVIEW OF PLANS AND SPEC!FICATIONS ;(

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BU!ILDING
CHEYENNE, WYOMING 82001

PROJECT: Westwind Commons, Water System for 40 plamned (65 maximum)
unit spaces. Laramie (Albany County), Wyoming

ARCHITECT OR ENGINEER: Nome indicated. Submitted by owner: Frank J.
Dykas, R.R. 2, Box 1-2, Laramie, Wyoming 82070

SANITARY ENGINEERING SERVICES REF, NO,: 73-32
REVIEWING ENGINEER:  Joseph R. Tynsky, P.E.
DATE OF REVIEW: pareh 20, 1973

ACTION:  approved with comments

COMMENTS:

1. As a unit-parcel-sold subdivision, this review is restricted to
the public water supply system, although added recommendations are
suggested addressed.

A. Water Sysiem

a. Owner is required to submit his system operation to
Wyoming Public Service Commission for utility determination.

b, Well registration with the Wyoming State Engineer is
required,

c. Owner Bag posed an excellent yield/storage premise,
bPased on yet to be determined well yield. This Agency re-~
quests final design, flow, storage type and sizZe and other
detail considerations 'pertinent to the ulitimate design con-
cept as based on this yield/storage balance on demand.

d. 50 ppm chlorine disinfection of water system 1s re-
quired when cowpleted. Initial and subsequent guarterly
(zinimum frequency) bacteriological examination of water
wvill be required. Owner shall notify this Agency of
starting date. Chemical analysis of water is required
submitted to this office for potability determination.

e, If any plastic water line is used, it shall bear the
National Sanitation Foundation seal.



REVIEW OF PLANS AND SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BU!LDING
CHEYENNE, WYOMING 82001

1. PROJECT: Westwind Commons, Water System for 40 planned (65 maximum)

unit spaces., Laramie (Albany County), Wyoming

2. ARCHITECT OR ENGINEER: None indicated. Submitted by owner: Frank J.

bykas, R.R., 2, Box 1-2, Laramie, Wyoming 82070

3. SANITARY ENGINEERING SERVICES REF, NO.: 73-32

L. REVIEWING ENGINEER: Joseph R. Tynsky, P.E.

5. DATE OF REVIEW: March 20, 1973

|

|

6. ACTION:
7.  COMMENTS:

B,

|

|

\

\
JRT:1jt

Approved with comments

Recommendations.

a. Owner should verify that applicable local Albany County
zoning and/or subdivision recommendations have been addressed.

b. Individual parcel owners are advised to follow subdi-
vider's and this Agency's sewage disposal standards as out-
lined on the plan in Wyoming Standards for Private Sewage
disposal.

c. Subdivider is advised to incorporate a techanique or
rationale wherein acceptable solid waste collection and
disposal techniques can be realized,

d. Layout submitted and approved is a ten unit module of

a planned 40 unit subdivision. An indication was made of
re-adjusting to a maximum of 65 homes. If this is ultimately
executed, it is requested that a modified layout of the

water system be submitted for review. '

cc: Frank Rsuchfussg, Utilitles Director, Wyoming PSC, Cheyenne
Richard Stockdale, Cround Water Sectiom, State Engineer’s Office,
Cheyenne
Albany County Commissiomers, Albaany County Courthouse, Laramie
District Samnitarian, Distriet I, Rock Springs



PAGE 1 OF
REVIEW OF PLANS AND SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BUILDING
CHEYENNE, WYOMING 82001

PROJECT: Kassner KO0A Kampground Swimming Pool, Doujlas, Wyoming

ARCHITECT OR ENGINEER: None indicated. Prepared by Customs Pools, Inc.

70k East Excelsior Avenue, Hopkins, Minn. 55343

SANITARY ENGINEERING SERVICES REF, NO,: +73.33

REVIEWING ENGINEER:  popert #, Pinther, P.E.

DATE OF REVIEW:

March 29, 1873

ACTION: Not Approved

COMMENTS:

1. The operation of the chlorinator shall be synchronized with the
operation of the recirculation system.

2. The depth markings shall be placed on the wvertical wall of the
pool above the water surface as well as on the deck.

3. The skimmer equalizer pipe shall be at least 2 inches in diaméter.
Each return inlet shall be submerged at least 12 inches below the
pool normal water level.

5. The materials used shall form a tight tank without cratks at joints
and with coving at intersections of the pool walls with the pool
bottom.

6., The pool tank shall have sufficient structured strength to maintain
its design shape indefinitely. :

7. All plastic lines used for conveying water shall be of the non-
toxic type bearing the seal of approval of the National Sanitation
Foundation.

8. Submit a complete desciiption of the pump system. This shall include

the following:

(a) A strainer before the pump to prevent hair, lint, etc. from
reaching the filter.

(b) A pump performance curve.



PAGE 2 OF 2
REVIEW OF PLANS AND SPECIFICATIONS '

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BUILDING
CHEYENNE, WYOMING 82001

l. PROJECT: £ERassner KOA Kampground Swimming Pool, Douglas, Wyoming

2., ARCHITECT OR ENGINEER:

3. SANITARY ENGINEERING SERVICES REF, NO,:  73-33
L. REVIEWING ENGINEER: Robert H. Pinther, P.T.
_DATE OF REVIEW:

S

6. ACTION:  wot Approved
7.. COMMENTS:

9, The Swimrite model A-48 filter specified is not listed by ESF.
Submit complete descriptloﬂ of this filter or evidence that it
is WS8F approved.

10. Indicate sonrce of pool water and provide for supplying it to
the pool through a minimum é inch vertical aix gap dbreak above
the 1lip of the pocel.

11, The upper rim of the pcol shall form a handhold subject to accepted
standards.

12, Indicate method of disposal of backwash water and any water rum to
waste during pre-~coating of the filter. There shall be no directed
connection between the pool recirculation system and any saniltary
sewer.

13. Provide the following additional safety equipment.

a. One or more throwing buoys to which shall be attagched a length
of 3/16 inch manila rope not less than 60 feet long. This
equipment shall be placed on one or more racks at strateglc
points adjacent to the pool.

B. A standard 24 unit first ald kit.

¢. A readily accessible room or area designated and equipped for
emefgelcy care. Minimum equipment includes the first ald kit,
a stretcher and two woolen blankets.
RHP:ijt

ce: Mr. Bob Kassner, KOA Xampground, Douglas, Wyoming
Malcolm Crawford, District Sanitarian, Gillette



REVIEW OF PLANS AND SPECIFICATIONS

K
WYOMING DEPARTMENT OF HEALTH AND SOCiAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANFTARY ENGINEERING SERVICES
STATE OFFICE BUILDING
CHEYENNE, WYOMING 82001

1. PROJECT: Kassner Kampground Swimming Pool, Douglas, Wyoming
2, ARCHITECT OR ENGINEER: None indicated. Prepared by Custom Pools, Inc.
‘ 701 East Excelsior Avenue, Hopkins, Minnesota
55343
3. SANITARY ENGINEERING SERVICES REF, NO, 73-33R
L. REVIEWING ENGINEER: Robert H. Pinther, P.E.
5. DATE OF REVIEW: May 1, 1973
6. ACTION: Approval withheld pending compliance with items 2. and 3. below.
7. COMMENTSf

This review covers a letter of ‘Aprdil 7, 1973 from Custo:- Pools to this

Department along with a Swimrite, Inc. pump . performance curve graph fo¥

"SR Series Pumps’ (moderate and High Head).

1. The Owner, Bob Kassner, has given verbal assurance that there will
be a coving at the intersection of the pool walls with the pool
bottom.

2. Specify that the returv inlet fittings shall be of the adjustable
flow type.

3. 1Indicate the average head in feet against which the recirculation
pump will be working or otherwise clarify the six (6) hour turnover
rate specified.

RﬁP:ijt
ce: Distriet Sanitarian, Gillette

Mr. Bob Kassner, KOA Kampground, Douglas
Mr. Ed Bradley, State Fire Marshal, Cheyenne



REVIEW OF PLANS AND SPECIFICATIONS

WYGMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BUILDING
CHEYENNE, WYOMING 82001

prOJECT:  Kossner ROA Hgupground Swimming Fool, Duouglss, Wyowing

. None indicated; preparved by Custom Pools, Ine. 701
Bl BT AVENY, sopkins, Hionesota 5533 )

SANITARY ENGINEERING SERVICES REF, NO,: 73-33RR

REVIEWING ENGINEER: Bobert H, Pinther, P.X,

DATE of REViEW: Moy 16, 1973

ACTIOn: Approved with comment | - -

COMMENTS:

This veview covers a lettey of Hay 9, 1973 from Qustom Pecls to this
YPepariment. :

ces Platzict Sacitsrian, Dletrict ILI, Cillette, Wpoming
¥Mr. Bob Eussner, KOA Rampground, Douglas (with enclosutes)
Mr, Bd Bradley, State Fire Harshal, Cheysune (with emclosure)



REVIEW OF PLANS AND SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE QFFICE BU!LDING
CHEYENNE, WYOMING 82001

PROJECT: gircle Fark Mobile Home Court, 50 spaces, South Cheyenne,
Laramie County, Wyoning

ARCHITECT OR ENGINEER: jgne indicated. Submitted by owner: Lawrence E.
Sleoan, Box 147, Heriden Rt., Cheyenne, WY 82001

SANITARY ENGINEERING SERVICES REF, ND.: 73-34

REVIEWING ENGINEER: Roy E. Prior

DATE OF REVIEW: April 10, 1873

ACTION: Approved with Comments
COMMENTS:

L. Must comply with South Cheyenne Water & Sewer District regulations
B. All main sewer lines must be 6" in diameter or greater

C. Where water mains cross house sewers, storm sewers or sanitary
sewers, they shall be laid to provide a seperation of at least
18" between the bottom of the water main and the top of the sewer.
If impossible, ther the sewer shall be comstructed of materials
and with joints that are equivalent to water main standards of
construction for & distance of 10° in each direction and shall
be pressure tested to assure water-tightness, prior to backfilling.
The length of water pipe to be centered at the point of croseing
go that the jeints will be equidistant and as far as. pogsible from

the sewer.

. To even out the pressure and to better meet the water demand for
the mobile homes and fire hydrant, the outer ends of the water
i1ines in both the inner and outer circles could apparently readily
be connected. A valve could be placed in this connecting line to
provide service to one~half the limne in event the other half is

shut off,.

REP:ijt

Don Pack, City-County Health Unit, Cheyenne
South Cheyenne Water & Sewer District, Cheyenne
Fd Bradley, State Fire Marshal, Cheyenna



REVIEW OF PLANS AND SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MED!CAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BUILDING
CHEYENNE, WYOMING 82001

PROJECT: Sunset Terrace Mobile Home Park 14 Additional Unit Spaces
Sheridan, Wyoming

ARCHITECT OR ENGINEER: None indicated; plat prepared by J., R. Wright
Surveyor and submitted by J. T, Kessinger 28 Sunset Terrace, Sheridan
Wyoming

SANITARY ENGINEERING SERVICES REF, NO,: 73-35

REVIEWING ENGINEER: Frank R, Harman, P.E,
DATE OF REVIEW: April 19, 1973

ACTION: Not approved pending receipt of undermentioned items

COMMENTS:

1) Water Lines

The water lines shall be disinfected with a 50 ppm dose of chlorine
for at least 24 hours before the system is put inte operation.

2) Garbage Disposal

Provide garbage cans with tightefitting lids at the rate of one
no further than 100 feet away from any of the unit spaces,

3) Lighting
Adequate yard lighting shall be provided,

FRH: dac

cc: District Sanitarian, District III, Gillette, Wyoming
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REVIEW OF PLANS AND SchIFICAT[ONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BUILDING
CHEYENNE, WYOMING 82001}

<74 %um w 7’”7"""’“7

PROJECT: Sunset Terrace Mobile Home Park -~ 4 Additional Units

ARCHITECT OR ENGINEER: HNone indicated; information submitted to office by
Tom Kessinger owner, 28 Sunset Street, Sheridan, Wyomiag

SANITARY ENGINEERING SERVICES REF, NO.: 73=35R

REVIEWING ENGINEER: Franik R, Har@ang P.E,

DATE OF REVIEW: April 25, 1973

ACTICON: Approved |

COMMENTS:

FRH; dac
ce:  Malcolm Crawford, Bistrict Sanitarian, District III, Gillette, Wyaming

Ed Bradley, State Fire Marshal, Cheyenne
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REVIEW OF PLANS AMD SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BUILDING
CHEYENNE, WYOMING 82001

PROJECT: New Frontier Mobile Home Park, 128 Units, South Cheyenne (Laramie
County), Wyoming

ARCHITECT OR ENGINEER: None; submitted by owner I & C Inc., 3230 Elizabeth,
Pueblo, Goleorado :

SANITARY EHGINEER!NG SERVICES REF, NO.: 73=36
REVIEWING ENGINEER: Joseph R, TynskYa B.E,
DATE 'OF REVIEW: March 27, 1973 |
ACTION? | Approved with commente

COMMENTS:

1. Owner indicates water sewer horizontal separation of 10' will be
maintained, Wherein impossible, water shall be 18" over sewer, or in
vicinity of crossings (sewer over water) joints shall be equidistant and

 sewer shall be leak-proof in v1c1n1ty of crossing,

2, Owner indicates cleanouts at 100' intervals on 8" mains (minimum
51ze) will be prov1ded ¥our inch (f“) individual connections are acceptable,

3. Refuse storage in’plastic containers, to be picked up twice a
week, is approved, - Ultimate disposal shall meet state law, e.g., & miles
from road and dwelling and no nuisance., City of Cheyenne landfill disposal
is urged,

4o  "True Temp" or equal high quality freezeless water supply is strongly
recommended, -

5. '~ Owner is required to meet applicable county and South Cheyenne Waer
‘and’ Sewer District requirements, which may be in addition to State requirements,
Prior approval prior to construction initiation is required,

6.  Plastic potable water lines require NSF stamp of approval for potability,

"7. This is an excellently laid out facility, which, with the potential
use of a protective park regulation, would seem to offer an asset to the community.,

JRT: dac
Enclosure: One set of approved plans :
cc: Mro Don Pack, Division of Envirommental Health, City~County Health Unit, Cheyenne

Mr, R, J, Walterscheld Chairman, South Cheyenne Water & Sewer District, Cheyenne

Ed Bradley, State Flre Marshal, Cheyenne, Wyoming

ZL M CUZW_, LM,_W% gmme ??ﬁ;bé{
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REVIEW OF PLANS AND SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BUILDING
CHEYENNE, WYOMING 82001

PROJECT: Hoopes Trailer Court, 4 unit spaces, Lyman, Wyoming

ARCHITECT OR ENGIMNEER: Submitted by Pete Ellingford, Box 361, Lyman
Wyoming 82937 -

SANITARY ENGINEERING SERVICES REF, NO.: 73-37.:
REVIEWING ENGINEER: Joseph R. Tynsky, P.E,
DATE OF REVIEW: March 28, 1973 .

ACT1ON: Not Approved
COMMENTS:

1. The 1,000 gallon septic tank is unsufficient in size for four
trailers. 1In reviewing basic requirements, four modern trailers

would require at least a 2,000 gallon tank in order to provide 24
hour retention. Also, inlet outlet "tiles" are required. A dual
compartment tank is strongly recommended, in order to protect .the
Town sewer system. A detail of this is required submitted. (see

~pages 2-10, Sewage Stamndards, enclosed.).

2. Individual water and sewer connections are not shown. Note that
a stop and waste water supply valve is not approved. I have enclosed
an approvable "True-Temp” type, of which there are several acceptable
types available, Additional review material has been enclosed for
vyour information.

3. Early contact must be made with Town of Lyman authorities to
insure that applicable codes and permits have been met or secured.

4., Some attention should be paid to describing area lighting, all
weather walkways and on-site refuse storage (garbage cans, etc.).

5. On receipt of requested information, we will act immediately omn
a re-review. '

JRT:ijt

Enclosures: Sewage Standards
True-Temp guide .
Mobile Home Standards with dingert

cc: District Sanitarian, Rock Springs
Grant Walker, Utility Superintendent, Town of Lyman
Ed Bradley, State Fire Marshal, Cheyenne



REVIEW OF PLANS AND SPECIFICATIONS @°<f

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BUILDING
CHEYENNE, WYOMING 82001

1. PROJECT:  goopes Trailer Court, 4 unit spaces, Lyman, Wyoming

2. ARCHITECT NRENG”EER:. Submitted by Pete Ellingford, Box 361, Lyman, Wyoming
82937

3. SANITARY ENGINEERING SERVICES REF, NO.: 73-37R
L. REVIEWING ENGINEER:  jogeph R. Tynsky, P.E.
5. DATE OF REVIEW: April 3, 1973

6. ACTION: Approved

7. COMMENTS:

Excellent attention has been glven earlier review
comments. '

JRT:4ijt

District Sanitarian, Distriet I, Rock Springs
Ed Bradley, State Fire Marshal, Cheyenne
Grant Walker, Utility Superintendent, Lyman

ccs



REVIEW OF PLANS AND SPECIFICATIONS

| WYOMING DEPARTMENT OF HEALTH AND SOCtAL SERVICES
| DIVISION OF HEALTH AND MED!ICAL SERVICES

| SANITARY ENGINEERING SERVICES

| : STATE OFFICE BUILDING

| CHEYENNE, WYOMING 82001

1. PROJEcT: Felwell Owersighe Cuspprounds, Oseper, Uyesisg
2. ARCHITECT OR ENGINEER: Hemes selmitted by My, H. €. Folwell, Box 1922, Ussper

3. SANITARY ENGINEERING SERVICES REF, NO.: 7338

L. REVIEWING ENGINEER: Rebers W, Finther, F.E,
5. DATE OF REVIEW: Apedil 9, 1573

| 6. ACTION: Apprewel withheld pendicg veseipt of sddinions} i.&xfwmﬁm 2 dutliasd
| h&iWC
7. COMMENTS:

(3.7 Ench tveiler site shall he 2t leonst S four wide sof heve &n sren of at
Lleger 1000 egware fosg.
1 £3.)  Adeguately sloed refuse contalnees whish sbe flyepight ond vuer vesfsisnt
. staell be stebilised in the uprighd secition within 100 feet of aach anit spsce.
| $hu }i The aecass naubwles o the septic tanks shall bave 3 edcimun dlamster of
| 2 dnchus. ‘
| (5.3 Indtesve width of tils deain f£leld tvenches,
{63 Subelt the rewulic of percelatiew testr upon widch the size of the drafafield
ig baged,
Motes These tosks shall be condueted by ﬂm precodure set fortbh in
Appendin A of the bulletls of this Uepevbment covitled, "Hindows Standerds
for Privets Sewsgs Meposel Zystems,™

(1.} m: iy understocd thot the seuxes of voler §3 the Eiry of Oeeper

P dac
Buelosures Hindeus Standerds for Private Sowage Dispesal dystems

st baopar~Hotrous Cowsty Health Depurtment, Casper, Brosing



REVIEW OF PLANS AND SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BUILDING
CHEYENNE, WYOMING 82001

PROJECT: Folwell Overnight Campgrounds, Casper, Wyoming

ARCHITECT OR ENGINEER: None indicgted; submitted by Mr. R, C. Folwell
Box 1922, Casper, Wyoming oo

SANITARY_ENGINEERING SERVICES REF, NO,: 73-38R
REVIEWING ENGINEER: Robert H, Piuthex, E.E,

DATE OF REVIEW: May 2, 1873

ACTION: Approved

COMMENTS:

RHP: dac

cct Casper-Natrona County Health Uanit, Casper, Vyoming
Ed Bradiey, State Fire Marshal, Cheyenne

Beok
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REVIEW OF PLANS AND SPECIFICAT!IONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BUILDING
CHEYENNE, WYOMING 82001

Gateway ! ob11e Home Park, Section 2, 64 unit spaces zddition.
PROJECT:  Sweetwater Ceunty, Wyoming

a

Johuson, Fermelia & Crank, Inc., P,0., Box 1633,
ARCHITECT OR ENGINEER: ]R.DCEC SpriﬂgSg %\Eyoming .

(e

733
SANITARY ENGINEERING SERVICES REF. NO,:
cgeph R. Iynsky, PF.E,
REVIEWING ENGINEER:
April &, 1973
DATE OF REVIEW:

Approved with Conments
ACTIDON:

COMMENTS:

Comments outlined in review of project numbered 71-49 made on
April 28, 1571, remain appliicable to this expansion. Pavticular
attention shouléd be made to secure applicable permits from City
of Rock Springs and from the water utility.

tijt

District Samitarian, District ¥, RBoek Springs
Joe Sanna, City Buﬂl&nﬁg Ingpectory, P.0. box l@s& Rock Springs
Zd Bradley, State Fire Harshal, Cheyenne

We are returning one copy of subjecr plan to you stamped APPROVED
WITE COMMENTS. We ave also sending copies so stamped to Ed Bradlew,
State Fire HMarshal, and Joe Sanna, Rock Springs City Building
InspecEdr,



REVIEW OF PLANS AND SPECIFICATIONS

WYCOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BU!ILDING
CHEYENNE, WYOMING 82001

PROJECT: Guernsey State Park Sanitary Dump Station, Platte County, Wyoming

ARCHITECT OR ENGINEER: Paul Schwelger, State Recreation Engineer, Wyoming
Recreation Commission, Cheyenne, Wyoming

SANITARY ENGINEERING SERVICES REF. NO.: 73-40
REVIEWING ENGINEER: Robert H. Pinther, P,.RE.
DATE OF REVIEW:  April 10, 1973

ACTION: Approvéd with comments |

COMMENTS:

1. Clarify the method of draining the water tower piping at the Sanitary
Dump Station, refer to sheet 8 of the plans.

2. Consideration should be given to providing access to the septic tank
through twe 20 inch manhcoles located near the tank inlet and outlet
respectively. Each manhole should extend at least to within 8 inches of
the ground surface,

3., Provide an approved water hydrant or specify a design which will
allow "winter drain' and "'summer no drain™ operation.

RHP: dac
ce: District Sanitarian, District III, Gillette, Wyoming

Note: Returning one set of plans to Wyoming Recreation Commission
stamped approved with comments,

boot



REVIEW OF PLANS AND SPECIFICATIORS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BUYLDING
CHEYERNE, WYOMING 82001

PROJECT: Allison Trailer Park, 27 Additional Unit Spaces, Rock Springs
(Sweetwater County) Wycming

ARCHITECT OR EMGINEER: Johnson, Fermeliz & Crank, Inc. P,0. Box 1633,
Rock Springs, Wyoming 82901 -

SANITARY ENGINEERING-SERUICES REF, NO.:  73=41
REVIEWING ENGINEER: Joseph R. Tynsky, P,.E, |
DATE OF REVIEW: April 5, 1973 .-'“- T
ACTION: Approved with comments . |

COMMENTS:

1o~ - Ouner is required to meet applicable City requirements in'utilizing City
sewer service, and similarly to meet utility requirements in utilizing water

sexrvice.

2. -Refuse is required stored on traller site in acceptable covered
containers (galvanized cans, plastic bags, etc,).and collected minimum

.once weekly. Disposal shall be to a site meeting State requirements, .
preferably at City landfill site.

v . 3e,.. . Owner. should determine whether there are any. appllcable county zoning
or other regulations which must be addressed, : . e

4Lg - . This design presents an excellent layout, e.g. sewer sizes, looped water
service, a functional spacing layout, etcs :

cc: By B, Allison, 4042 Springs Drive, Rock Springs, Wyoming 82901
 Ed Bradley, State Fire Marshal, Cheyenne
Joe Samna, City Building inspector, City of Rock Springs, P.0, Box
1633, Rock Springs, Wyoming
Distriet Sanitarian, District I, Rock Springs, Wyoming
Board of County Commissioners, Courthouse, Green River, Wyoming 82935

JRT: dac

[‘ “&‘?’:‘f"__
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REVIEW OF PLANS AND SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BUILDING
CHEYENNE, WYOMING 82001

PROJECT: South Cheyenne Water & Sewer District Sewage Tr.atment Plant Expansion
Cheyenne (Laramie County) Wyoming

ARCHITECT OR' ENGINEER: J; J. Brogger & Associates, Consulting Engineers
B.0, Bx, 428 TLimon, Colorado 80828

SANITARY ENGINEERING SERVICES REF. NO,: 73=42

REVIEWING ENGINEER: Joseph R. Tynsky, P,.E. : ' -
DATE OF REVIEW:  April 9, 1973

ACTION: Approved with comments

COMMENTS:

1, It occurs to suggest the advisability of incorporating existing ‘
plant rehabilitation together as part of construction of the existing plant,

2. The potential ultimate requirement for sludge wasting could
potentially be necessary, although the conceivable limited and infrequent
amount would not appear to justify drying dewatering beds,

_ 3. Notice is made of potential for bypassing directly to polishing
pond. This activity should be comsidered by the district{and its operator)
as an emergency measure, executed only on request from State Water Pollution

Control Agency.

4te A review of hydraulic_and biologic design addresses the population
projections made in the engineer's report and does so in the provision of a
significantly comprehensive and well balanced design for anm 0.8 MGD (total
capacity). It occurs, however, to outline to the district: (and its engineer)
the importance of contlnually recording flow rates, in addition to plant
efficiency, toward the objective of limiting plant operations to within
the plant’s capacity. The district may consider the strong advisability
of writing a district ordinance limiting further connections at such times as
plant design flows are reached, and which would indicate further plant expan51on
prerequisite to further district growth,
ce:  Don Pack, City=-County Health Unit, Cheyenne )
EPA, Reglon VILII, Denver, Colorado S ) :
Floydlne Gay, Secretary, South Cheyenne Water and Sewer Dlstrlct Cheyenne
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REVIEW GF PLANS AND SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BU!ILDING
CHEYENNE, WYOMING 82001

1. PROJECT: Bouth Cheyenne Watex & Sewer District Sewage Treatment Plant Expansion
Cheyenmne, (Laramie County) Wyoming

2, ARCHITECT OR ENGINEER: J, J, Brogger & Associates, Consulting Engineers
P.0. Box 428 ILimdn,Colorado 80828

3. SANITARY ENGINEERING SERVICES REF, NO,: 73=42R
4, REVIEWING ENGINEER: Joseph R. Tynsky, P.E.
5. DATE OF REVIEW: May 31, 1973

6. ACTION: Appruved

7. COMMENTS:

JBT: dac

cet  Don Pack = City-County Health Unit, Cheyenne
EPA, Region VIII, Denver, Colorade
Floydine Gay, Secretary, South Cheyenne Water and Sewer District, Cheyenne



REVIEW OF PLANS AND SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BUILDING
CHEYENNE, WYOMING 82001

South Cheyenne Water and Sewer District, Sewage Treatment Plant
PROJECT: Expansion, Addenda 2, 3, and 4, Cheyenne {Laramie County) Wyoming 560097

James J. Brogger & Assocliates, Tnc., P.0. Box 428, Limon,
ARCHITECT OR ENGINEER: Coleracdo 80828

73~42RRR

SANITARY ENGINEERING SERVICES REF, NO,:
' Joseph R. Tynsky, P.E.

REVIEWING ENGINEER:
June 19, 1973

DATE OF REVIEW:
Approved
ACTION:

COMMENTS:

JRI: dac

cct  Epvironmental Protection Agency, Region VIII, Denver, Colorado
Floydine Gay, Secretavy, Scuth Chevenne Water and Sewer Distriet, Cheyenne,
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REVIEW OF PLANS AND SPECIFICATIONS
ENVIRONMENTAL QUALITY
WYOMING DEPARTMENT OF BB ONNSOXMANOSEAN MK
WATER QUALETYD 1vISION ERXEMETER XD XD MEAY XSERK KBS
AL BCRARCY. XEHIR KB KRG XIERK KGHX
STATE OFFICE BUILDING
CHEYENNE, WYOMING 820@Y 82002

PROJECT: S3South Cheyenne Water and Sewer District, Sewage Treatment Plant
Expansion, Cheyenne, Wyoming G 50077

ARCHITECT DR ENGINEER: James J. Brogger, James J. Brogger & Associates, Inc.,
P. 0, Box 428, Limon, Colorado 80828

SANFFARY—ENGINEERHNG-SERVHEES REF, NO,: . 73<h2RRRR-

REVIEWING ENGINEER: Arthur E. Wiiljamson, M.5.,P.E.
DATE OF REVIEW: July 16, 1973

ACTION: Reviewed for Compliance with Design Staﬁdards
COMMENTS:

1. The use of the existing (regorked) lagoon, as an aerobic digestor,
should provide a workable solution to handling excess sltudge and
maintain the effluent within acceptable limits. This will require
good operatlon to :nsure best results. .

2. Chlorine contact expanded to des;gn capacnty shou!d provade acceptable
disnrfection. :

AEW: cw

cc:  Floydine Gay, Secretary,‘South'Cheyenne Water and Sewer District, Cheyenne

Environmental Protection Agency, Attention Wm. H. Hormberg, Denver - 2 sets
pians and specificatlons -



WYOMING DEPARTMENT OF ENVIRONMENTAL QUALITY A At

WATER QUALITY DIVISION

CHEYENNE, WYOMING 82002
REVIEW OF PLANS AND_ SPECIFICATIONS

WYOMING DE
DIVISION OF
SANITARY ENGI

STATE ICE B ING
CHEYENNE, WYOMING 82

TH AND MEDHCAL SE

PROJECT: South Cheyenne Water aud Zewer Districk, Saw

Zxvansion, Theyoune, Wyoming C5600

ARCHITECT OR ENGINEER: Jazesz J. Brebwer 5 Apseelates,

RTMENT OF HEALTH AND SOCHAL SERVICES

RVICES

NG SERVICES

s Treatment Pland

97

Inc., Lonsulting dngincers

e T Jox 520, Limon, Telorade 83323

" ‘ater @mﬁaw E.'?msmn
Sﬁﬁ#i#ﬁ¥—€ﬂﬁ+NEEﬁ+NﬁwsEﬁ”+€5£ REF, NO,: 73-AZRRARQ

REVIEWING ENGINEER: Jesaph R. Tyneky, P.l.
DATE OF REVIEW: Aegust 2, 1973
ACTION: FReviewed for Compliance with Tesige Standards

COMMENTS:

1. Zossultaat has satlsfsctorily addrespsd the loeaiz
addressed Io Lhe IPA letter of July 26, 1373, eses
in the imvitation o bld regarding bidder complian

ad list of additdions
pt for the raference
ce with Exsoutive

Order Mo, 11246, This detail should he checked and included.

]

« ihis Agoney stresace fue lnporgeuce of the EPA comment in parasraph

4, whersin the District and/for consultant supply a cloar and uiilizarian

operation and maintence nanusal.

JET:bb

e rs. Floydine Gay, Becretary-Treaguvar, Soutl Cheyewu

ﬁheymmﬁ,@wmng

EFPA Reglon VIIL, Lenver, Enelosures

ne saler & Sewer District,
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State Dffice Building YWest

WATER (UALITY BIVISICH

July 30, 197

s

Mr. Joln A, Gresn, Regiopal Administrator
U, 5, Environmental Frotection Agency
1660 Lincoin Street, Suite 300

Benver, Eoiﬁrada 80203

élieﬁtiun Hr. u;liaam #. Hormberg, ChILF
: ffice of Grants

Pear Mr. Green:
subject:  South Cheyenne Water and

Sewer District ;

Federal Sewage Vorks Grant

feguest for Funding Increase
and Change Order Ho. One '

cheyenne, uyom:ng

l"‘ f&odé’?

Yyoming ?Ewhgﬂrb/'
We have reviewed the enclosed Change Order Ho. One, which includes
constructing an additional 308 linear feet of ourfzll line, eliminating
one manhicle and increasing the time for completion to 150G cailendar days. .

The original installation, done several years ago, was not iaid to

- grade. This poor vertical allgnment was not discowvered untii current

operations began,

We concur with this reguest and are farwardtng it to your office
For review and approval.

Very truly vours,

Arthur £, Williamson, M.q.,? E.
Administrator '
Water Luality Division
AEU=PL31ow ‘
Enclosures: Xerox of Mrs, Say's July 22 letter

and original and cne copy of Change Urder No. Une

cch  3outh Cheyenne YWater and Sewer District, Cheyenne
J. J, Brogger & Associates, inc., P, ﬂ. Box 4285, Limon, Laicrado

Telephong 307 777-7781
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REVIEW OF PLANS AND SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AMD SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BUILDING
CHEYENNE, WYOMING 8200}

PROJECT: Weodland Hills, lst Addition Subdivision Water Supply System
Sheridan, VWyoming '

ARCHITECT OR ENGINEER: Gerald X, Pelesky, 215 Rice Avenue, Sheridan, Wyomig

SANITARY‘ENGINEERING SERVICES REF, NO,: 73~4:3

REVIEWING ENGINEER: Frank R. Hafman, P,E.

DATE OF REVIEW: April 19, 1973

ACTION:  Approved with comment |

COMMENTS: | |

Prior to putting fhe gystem into operation the entire diétribution‘system

shall be post=constructively chlorinated. The dosage and time is 50 ppm
for at least 24 hours and bled out until a faint odor of chlorine remains.

FRH: dac

cc: District Sanitarian, District III, Gillette, Wyoming
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JRT:

cc:

P

REVIEW OF PLANS AND SPECIFICATIONS d%(f;

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BUILDING
CHEYENNE, WYOMING 82001

PROJECT: B & R Mobile Home Court, 79 Unit Spaces, Reliance (Sweetwater
County), Wyoming

ARCHITECT OR ENGINEER: johnson, Fermelia & Crank, Inc., Rock Springs
- Submitted by: Kenneth L., Ockerman, V.P. B & R, Inc.

127 ant Street Rock Springs, Wyoming
SANITARY ENG!INEERING SERVICES REF NO. 73-44 - '

REVIEWING ENGINEER:  Jogseph R. Tynsky, P.E.

DATE OF REVIEW: April 10, 1973

ACTION: Approved with Comments . Note: APPROVED FOR 50 UNITS

COMMENTS:

Using State design cddes, an analysis of the wastewater treatment
facility indicates a maximum population figure for treatment as

150 people. Using approximately three people per facility, this
limits the treatment capacity to ability to serve a maximum of 50
units. The second polishing cell is not considered in this primary
capacity calculation. At that time additional treatment would be
required before more units could be occupied. It occurs to suggest
the possibility of designing an aerated lagoon over the present
facility, which would conceivably minimize new construction and
utilize maximum existing facilities.

. Corporation is advised to consider the Federal requirement to obtain

a permit to discharge. Information on this detail is available from:

Mr. Jim Shaw,. Permits Branch

Environmental Protection Agency Region VIII
1860 Lincoln Street, Suite 9200

Denver, Colorado 80203

“Corporation is advised to formally contact Sweetwater Board of County

Commissioners in order to determine applicability of any land use or
zoning requirements. Similarly, coordination with T. P. is reguired
in crossing railroad line and determining proximity of lagoons to
railroad., It is desirable to wutilize the maximum amount of avallable‘
space east of and away from Kilpecker Creek.

. As a staged construction plan, upgrading sewer capacity as required,

this planm offers an excellent potential for an acceptable facility.

ijt
Johnson, Fermelia & Crank, Inc.,P.,0. Box 1633, Rock Springs

Board of County Commissioners, Sweetwater County Courthouse, Green River

Pacific Power & Light, 415 ¥ Street, Rock Springs
Distyrict Sanitarian, District I, Rock Springs
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REVIEW OF PLANS AND SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BUILDING
CHEYENNE, WYOMING 82001

PROJECT: Shannon Helghts Mobile Home Park = 25 Units, Cheyemne, Wyoming
ARCHITECT OR ENGINEER: Neme ludicated; plans submitted by Mr, Adam Paulil
Route 2 Box 563, Cheyemne, Wyoming 82001

SANITARY ENGINEERING SERVICES REF. NO,: 7343

REVIEWING ENGINEER: Frank R, Harman, P.E.

DATE OF REVIEW: April 20, 13973

ACTION: Approved with corments

COMMENTS:

1) Adegquate garbsge cans shall be provided at the minlmum rate of one
garbage can no further than 100 feet from any unit space.

2) Provide adequate yard lighting,

FRH: dac

ce:  Don Pack, Sanivarisn, City-County Health Unit, Cheyvenne
Ed Bradiey, State Fire Marshal, Cheyefine
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REVIEW OF PLANS AND SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BUILDING
CHEYENNE, WYOMING 82001

PROJECT: CY Trailer Court, 71 Unit Spaces, Green River, Wyoming
(Ovner C. Y. Rahance & Company, Rock Springs, Wyoming  82901)

ARCHITECT OR ENGINEER: Nelson Engineering, Consulting Engineers & Surveyors
P.0, Box 365, Green River, Wyoming 82935

SANITARY ENGINEERING SERVICES REF, NO.: 73-46
REVIEWING ENGINEER:  Joseph R, Tynsky, P.E.
DATE OF REVIEW: April 13, 1973

ACTION:  Approved with comments
COMMENTS:

1. This approval does not obviate the necessity for the owner to submit
to applicable local city zoning, land use building or utility ordinances,
and to secure applicable permit(s).

2. It appears that the individual water service does not include a stop
and waste valve, It occurs to point out the special attention required

in minimizing freezing in the riser after a disconnect is made., This is
seen as a minor consideration, in reviewing the permanent aspect of the
facllity. Worthy of comment is the observation that special attention has
been applied to result in an excellent facility design.

3. PVC sewer pipe varies in available crush strength, "Cretex" or equal
brand with crush sirength of not less than 1500 psf has been found
prerequisite for cpossing or in other load bearing locations, and preferebly
in the entire system,

JRT: dac

ecc: District Sanitaxian, District X, Rock Springs, Wyoming
D, N. Evans, Street Commissioner, Town of Green River

P,0, Box 127, Green River, Wyomirﬁ 82935
Ed Bradley, dtate Fire Marshal, Cheyenme
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REVIEW OF PLANS AND SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AND SOC!AL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BUILDING
CHEYENNE, WYOMING 82001

PROJECT: K,0.,A, Kampground Trailler Park for 45 trailers, 31 pick-up campers
and 12 tenting units, Fort Laramie, Wyoming

ARCHITECT OR ENGINEER: None indicated on plans; submitted by Russell Bovaird
P.0. Box 120, Wheatland, Wyoming 82201

SANITARY_ENGINEERING SERVICES REF. NO,: 73=47

REVIEWING ENGINEER: Frank R, Harman, P.E.

DATE OF REVIEW: April 19, 1973

ACTION:  Not approved pending receipt of information on undermentioned items.

.  COMMENTS:
1. Posi: constructional &isinfection

Prior to putting the water system into operstion, the distribution
gystem shall be disinfected with a dose of 50 ppm of chlorine for
at least 24 hours and bled out till only a slight trace of smell
exists. ’

2. Hastewater Treatment Plant
Owner should get a warranty or performance bond from the manufacturers
that this plant will indeed put out a secondary effluent. A copy
of this bond should be sent to this coffice,

FRH: dac

cc:

Distriet Sanitarian, District III, Gillette, Wyoming
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REVIEW OF PLANS AND SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BU!LDING
CHEYENNE, WYOMING 82001

1. PROJECT: g g,4, Kampground Trailer Park for 453 Trailers, 31 Pickup
Campers and 12 Tenting Units; Fort Laramie, Wyoming

2. ARCHITECT OR ENGINEER: gSubmitted by EnvirCpTreat, Ine, 5995 E. Evans Ave,
Denvexr 80222 for owner: Russell Bovaird, P.0. Box
120, Wheatland, Wyoming 82201

3. SANITARY ENGINEERING SERVICES REF, NO.: 73-47R
b, REVIEWING ENGINEER: praonk R. Harman, P.E.
5. DATE OF REVIEW: APIil 30, 1973

6, ACTION: Approved

7. COMMENTS:

FRH:ijt

ce:  Malcolm Crawford, District Sanitarisn. Gillette
Jaeck Sampson, ZnvirCGsTreat, Inec., 5995 East Evans Avenue, Denver
Ed Bradley, State Fire Marshal, Cheyenne
Enclosure: Plans for Referenced Project

-~



REVIEW OF PLANS AND SPECIFICATIONS

WYOMING DEPARTMENT OF ENVIRONMENTAL QUALITY

WATER QUALITY DIVISION
State Office Bullding

Cheyenne, Wyoming 82002

PROJECT: Western Hills Developing Company Mobile Home Park, 60 unit spaces,
Modification of Existing Waste Lagoon, Sweetwater County, Wyoming.

ARCHITECT OR ENGINEER: submitted by Attormey John A. Zebre of Greehhalgh,'Bussért
& Zebre, Attormeys at Law, P. 0. Box 86, Rock Springs, Wyoming  82901.

WATER QUALITY DIVISION REFERENCE NUMBER: 73-48R

REVIEWING ENGINEER: Roy E. Prior, E.I1. T,, and Paul C. Schw1eger, P.E.
DATE OF REV]EW January 15, 1975

ACTION: Authorized to proceed with construction plans contingent upon comments.

- COMMENTS}

This is not an authorlzatlon to construct but a review of two proposals to
modify the present facilities. :

Both Plan A and Plan B are feasible methods for treating wastewater.

There are several con31derat10ns that should be given when vou submit either
Plan A or Plan B.

1. We are reviewing the facility as it was proposed in the original plan
review, i.e.: 60 unit spaces. If you plan on enlarging your trailer park beyond
60 unit spaces, you will be required to resubmit your plans for the park including

~Plan A and Plan B to Phillip Hughes, District Samitarian, Rock Springs. ' '

-+ 2, If the trearment facility is going to handle any other facility other than
the original 60 units, submit datz on all additional sources.

3. A copy of all lease or right-of-way agreements should be ineluded with
either proposal. ' -

4. Tt should also be moted that as of February 1975, all plans and specifications
submitted shall carry the seal or signature of the designing engineer.

5. Plans and Specifications must be submitted 60 days before construction
commences, : ' :

6. The present facility will need upgrading, i.e. complete drawings that
show grades, volume, dimensions, inlet and outlets structures and what will be
done to bring it up to standards. :



- REVIEW OF PLANS AND SPECIFICATIONS

WYOMING DEPARTMENT OF ENVIRONMENTAL QUALITY

WATER QUALITY DIVISION
State Office Building

Cheyenne, Wyoming 82002

PROJECT: Western Hills Developing Company Mobile Home Park, 60 unit spaces,
Modification of Existing Waste Lagoon, Sweetwater County, Wyoming.

ARCHITECT OR ENGINEER: Submitted by Attorney John A. Zebre of Greenhalgh, Bussarxt
& Zebre, Attorneys at Law, P. 0. Box 86, Rock Springs, Wyoming 82901 .

WATER QUALITY DIVISION REFERENCE NUMBER: 73-48R

REVIEWING ENGINEER: Roy E. Prior, E.I.T., and Paul C. Schwieger, P.E.
DATE OF REVIEW:  Japuary 15, 1975 | |

ACTION: .

COMMENTS:
(continued)

Due to the proximity of the present lagoon to the mobile home park, and the
fact that the original plan review (dated April 17, 1973) requested that the lagoon
be fenced, March 30, 1975 is too much time allowance to wait for fencing of the
‘lagoon. It is requested that fencing be completed by March 1, 1975. The fence
should be signed to indicate the type of facility and to keep out. -

REP:jk
1/21/75 _
ec: Phillip Bughes, District Sanitarian, Rock Springs.



REVIEW OF PLANS AND SPECIFiICATIONS

WYOHMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AMD MEDICAL SERVICES
SANITARY ENGIMNEERING SERVICES
STATE OFFICE BUILDING
CHEYENNE, WYOMING 82001

PROJECT: Western Hills Developing Company Mobile Home Park, 60 Unit Spaces
Sweetwater County, Wyoming

ARCHITECT CR ENGINEER: Johnson, Fermelia & Crank, Inc., Consulting Engineers
P,0., Box 1633, Rock Springs, Wyoming 82901

SANITARY ENGINEERING SERVICES REF, NO,:  73-48
REVIEWING ENGINEER: Joseph R, Tynsky, DP.E,
DATE OF REVIEW: Aprll 17, 1973

ACTION Approved w1th comments

. COMMENTS:

l. Individual water & sewer conmnections are not shown., However, if the
standard details regularly designed by the engineer are used, they would
be acceptable, Owner is requested to verify this,

2, Owner is urged to insure that he has mel applicable Sweetwater County
land use or other requirements in designing and locating this facility,

3¢ Reéfuse generated from such a facility can be significant, Owner should
coordinate with Sweetwater County Engineer toward the possibility of
utilizing County disposal site south of this facility on Hiway 373,
Alternatively, a site is required selected which is:

a) One=half mile from public roadway -

b) One~half mile from dwelling
c) Does not pollute runoff water
d) Does not burn

4. Oxidation pond design is adequate for 60 sites. If additional spaces
are considered added, prior approval will be required. Engineer should
clarify inlet/outlet and depth details prior to com struction, The pond is
uncomfortably close to residential area, but provided the owner realizes
this condition, it is not specifically disapprovable, Also this has been
found in similar cases to be no disadvantage, Fencing is mandatory and
should be verified, Also, should the pond overflow, this condition will
require a federal discharge permit, information for securing one is from:

Jim Shaw, EPA Region VITI

1860 Lincoln Street Suite 900

Denver, Colorado 80203

JRI  dac
cct  District Sanltarlan, District I, Rock Springs
Ed Bradley, State Fire Marshal, Cheyenne
Board of County Commissioners, County Courthouse, Green River, Wyoming
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REVIEW OF PLANS AND SPECIFICATIONS

WYQMING DEPARTMENT OF HEALTH AND SOC!AL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BYUILDING
CHEYENNE, WYOMING 82001

PROJELT: Shell Waterusers, Inc., Water Pipe Line, Preliminary Plan,
Shell, Wyoming

ARCHITECT OR ENGINEER: Mueller Engineering, Inc., Plaza Office Building A,

2,
Suite 7, 1629 Avenue D, Billings, Montana 59102
3. SAN!ITARY ENGINEERING SERVICES REF, NO,: 73-49
L. REVIEWING ENGINEER: Robert H. Pinther, P.E,
5. DATE OF REVIEW: April 17, 1973
6. ACTION: Preliminary Plan Approved with Comments
7. COMMENTS:

1. The falilure to provide a water storage facility représents a
potentially serious health hazard due to hhe possible contamina-
tion of the system by back siphonage through cross-connections
at such time as the supply of water from the Creybull pipe line
may be interrupted or the pressure greatly reduced due to heavy
ugage downstrean.,

2, Y¥inal plans will be approved without water storage only with the
understanding that adequate storage will be provided prior to
extension of the distribution system or adding additiomal watex
users, :

REHP:1jt
cc: William George, District Sanitarian, Worland

SLQA““““ Y\b***(lhaM~¢£2ﬁaﬂuwvu \FIe



REVIEW OF PLANS AND SPECIFICATIONS Tq3<f

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BUILDING
CHEYENNE, WYOMING 82001

PROJECT: Shell Water Users, Inc., Water Pipe Line, 5hell, Wyoming

ARCHITECT OR ENGINEER: Harry A. Schmitt, P,€,, Mueller Engineering, Inc.

Plaza (Gffice Bullding, Suite 5, 1629 Avenue D
Billings, Montana 59102

SANITARY ENGINEERING SERVICES REF. NO.:  73-49R

REVIEWING ENGINEER: . Rmobert E. Pinther, P.E.

DATE OF REVIEW: May 31, 1973

ACTION: Approval will be given upon receipt of satisfactory change

orders or addendsa covering comments #1-4 listed below and

COMMENTS: discussed by phone on this date with Mr, Harry Schmitt of

ll

6.

Mueller Engineering.

Submit a detail of a typical air release valve installation.  The
open end of the air-relief pilpe should extend as high as practilecal
and be provided with a screenad, downward facing elbow.

Specify that “every precaution shall be taken to prevent foreign
material from entering the pipe during layiang™ and "at times when
pipe laying is not in progress, the open ends shall be closed by
a water-tight plug or other means approved by the engineer.”

The disinfection procedure should include a minimum 24 hour contact
of the interiors of all piping and appurtenances with a solution
containing an initial concentration of a2t least 50 parts per million
available chlorine with a miaimum of 25 parts per million remaining
in the water throughout the length of the water main at the end of
the 24 hour period.

The "flushing valves" shall not be of the stop—and-waste type.

Final plans will be approved without water storage only with the
underegtanding that adequate storage will be provided prior to
extension of the distribution system or adding additional water
users,

It is determined by this office that this water system will not
result in the pollution of Wyoming waters in excess of established
standards

RHP:1ijt

cc.

Bill George, District Sanitarian, Worland
Farmers Home Administration, Casper



REVIEW GF PLANS AND SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BUILDING
CHEYENNE, WYOMING 82001

PROJECT: Shell Water Users, Inc., Water Pipeline, Shell, Wyoming

ARCHITECT OR ENGINEER: Mr, Harry A, Schmitt, P.E., Mueller Engineering, Inc.,
Plaza Office Building, Suite 5, 1629 Avenue D, Billings, Mont.

SANITARY ENGINEERING SERVICES REF, NO.: 73-49RR
REVIEWING ENG!NEER: Robert H. Pinther, P.E.
DATE OF REVIEW: 0-26-73

ACTION: Approved with comments

COMMENTS:

1. Final plans are approved without water storage only with the under-
standing that adequate storage will be provided prior to extension
of the distribution system or the adding of additional water users.
Any proposal by individuals or groups to pump water directly from the

distribution system should not be permitted.

2, It is deﬁermined by this office that this water system will not result
in the pollution of Wyoming waters in excess of established standards,

RHP: dac

cc: Conrad Nelson, President, Shell Water Users, Inc., Box 20, Shell, Wyoming
Bill George, District Sanitarian, District II, Worland, Wyoming
Farmers Home Administration, Casper, Wyoming



REVIEW OF PLANS AND_SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BUILDING
CHEYENNE, WYOMING 82001

PROJECT: Antelope Butte Ski Area (Fum Valley, Inc.) Sewage Treatment Facility
Big Horn National Forest, Paint Rock District, Big Horn County, Wyoming

ARCHITECT OR ENGINEER: Mr, Russ Donley, Western Engineers - Architects, Inc,
2111 East 2nd, Casper, Wyoming

SANITARY ENGINEERING SERVICES REF. NO.: 73«50

REVIEWING ENGINEER: Willism L, Garland, Public Health Engineer

DATE OF REVIEW: June 15, 1973

ACTION: Approves with comments

COMMENTS:

i,

2.

3.

b

5.

The size of sewer line for trailer comnection should be indicated on the
appropriate detall sheet, The minimum recommended size could be 6" dismeter pipe.

A detall should be provided showing the sewer comnection at the lodge and the
slope of the sewer line to ME#2,

When the building housing the chlorination equipment is also used in
conjunction with other functions, the chlorine chamber should be separated
from the rest of the building by a gas-tight partition. An additional

outside doorwav would have to be provided to the remaining portion of the
building, Thisz not only enhances safety conditions but provides protection from
corrosion on additional equipment, from any free chlorine gas.

It is recommended that consideration be given to the invlusion of a detention
pond in the treatment system. This pond should be of sufficient size as to
reduce the chlorine residual to 2 level which will cause no adverse effects
to fish or aquatic life, prior to discharging into Granite Creek.

Publie Law 92=500 commonly known as the Federal Water Pollution Control Act
Amendments of 1972, requires all persons or facilities which discharge
wastewater to apply for a permit to discharge those wastewaters. This law
further states that any new facility shall apply for a permit to discharge
180 days prior to discharging the wastewater,

The proper applicéticn form and instructions are enclosed, The application
should be completed to the best of your knowledge and mailed as soon as
possible to:

Permits Branch

U.S. Environmental Protection Agency
Region VIIX

1860 Lincoln Street  Suite 3500
Denver, Colorade 80203



REVIEW OF PLANS AND SPECIFICATIONS

Fage 2 of 2 WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BUILDING
CHEYENNE, WYOMING 8200

1. PROJECT: Antelope Butte Ski Areaz (Fun Valley Inc.) Sewage Treatment Facility
2. ARCHITECT OR ENGINEER: Western Engineers - Architects, Inc,

3. SANITARY ENGINEERING SERVICES REF, NO.: 73=50
L. REVIEWING ENGINEER: William L, Garland, Public Health Engineer
5. DATE OF REVIEW: June 15, 1973

6. ACTION: Approved with comments

7. COMMENTS:

Also enclosed for your information axe the proposed éfluent standards
for waste discharges. '

In light of the pending effluent standards and the current legislation
controlling discharges, it is felt that serious comsideration be given
to constructing an evaporation pond for complete retention. This would
alleviate any potential problems in terms of fish and aguatic life

and would not require z permit to discharge.

WLG: dae

cc: Antelope Butte Ski Ares (Fun Valley Inc.), Box 551, Greybull, VWyoming
Pistrict Ssnitarian, District IT, Worlapd, Wyoming _
United States Forvest Sexvice, Big Horn National Forest, Sheridan, Wyoming
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REVIEW OF PLANS AND SPECIFICATIONS

WYOMING DEPARTMENT OF HEALTH AND SOCIAL SERVICES
DIVISION OF HEALTH AND MEDICAL SERVICES
SANITARY ENGINEERING SERVICES
STATE OFFICE BUILDING
CHEYENNE, WYOMING 82001

PROJECT: " [ : Lo
Lo g L A e e D s
ARCHITECT OR ENGINEER: .
1. - EAl S T Lo &
SANITARY ENGINEERING SERVICES REF, NO,:' =7 i
REVIEWING ENGINEER: ©° . ¢ “oii ¢ :f
DATE OF REVIEW:
ACT | ON: A R S
COMMENTS:
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